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Facility Well N\ame ONEOK (Bushton) #6 UIC Permit# KS-01-053-005
Submitted 04/15/2020 Approved 04/15/2020

Month March Year 2020

KOLAR Document ID 1512998

Class |-V Injection Well Monthly Monitoring

Summary of Monthly Report

Number of days injection occurred: 30

Barrels per Day Maximum: 30,952 Annulus Pressure Injection Pressure
psig min 60
Injection Volume Injection Rate Gauge Cont. Record Gauge Cont. Record Amount Added to
Barrels per Day Barrels per Minute psig psig psig psig Seal Pot

Monthly Average 4,081 2.83 80 80 -27.3 -28.1 0
Monthly Maximum 12,431 8.64 87 88 -3.0 -2.3 0
Monthly Minimum 0 0.00 70 70 -29.0 -29.7 0
Monthly Total 126,503 0

Summary of Continuous Recorder Data

Maximum Annulus Pressure Minimum Annulus Pressure
psig psig

Maximum Injection Pressure
psig

Minimum Injection Pressure
psig

95.16 70.44

-2.45

-29.69

Comments:

Well was out of service on 3.4.2020 to change out pipe.

The injection and annulus pressure data submitted in the report has been verified. The minor differential is due to brief seconds of delay in the

priorities on the communications system.

v2018b




ONEOK (Bushton) #6 03/2020
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Daily Recorder Data

Day | Time Injection Injection Annulus Annulus Injection Injection Seal Pot Type of Amount of Initials of
Volume Rate Pressure Pressure Pressure Pressure Fluid Level Fluid Fluid Collector of
(Gauge) (Continuous (Gauge) (Continuous Added to Added to Field
Barrels Per Berrels Per Recorder) Recorder) Seal Pot Seal Pot Recordings
24 hr | Day Minute psig psig +/- +/- inches gallons
1 06:20 | 543.86 0.38 81 82.6 -28 -29.0 21 0 J
2 05:3710.00 0.00 82 80.9 -28 -28.4 20 0 WW
3 05:48 1 0.02 0.00 80 80.3 -28 -28.5 20 0 DL
4 06:03] 0.88 0.00 8l 8lL1 -3 -2.3 20 0 DL
5 06:12 | 148.79 0.10 81 80.6 -28 -29.5 20 0 DL
6 06:12|0.14 0.00 8l 80.6 -28 -29.5 20 0 DL
7 06:03 5,144.14 3.57 81 80.8 -28 -29.0 20 0 CK
8 05:24 | 6,832.60 4.74 83 82.0 -28 -29.2 19 0 HM
9 05:35] 5,428.55 3.76 87 875 -27 -26.4 15 0 DL
10 06:12 | 4,658.40 3.24 80 78.5 -29 -28.9 15 0 DL
11 05:39 ] 4,392.40 3.05 81 82.4 -28 -29.1 15 0 DL
12 05:55| 12,431.33 | 8.64 86 85.1 -28 -29.7 20 0 DL
13 06:03| 10,172.38 | 7.07 81 80.7 -28 -29.1 20 0 DL
14 06:16 | 9,906.36 6.88 80 78.4 -29 -29.2 20 0 DR
15 06:15] 9,378.79 6.52 80 78.5 -29 -29.2 19 0 DR
16 05:53] 5,032.50 3.50 80 78.9 -29 -28.7 19 0 DR
17 06:04 | 3,506.31 2.43 80 79.5 -29 -29.2 19 0 DR
18 05:42 | 3,592.71 2.50 81 82.0 -28 -28.9 19 0 DL
19 05:48 | 3,960.55 2.76 84 85.0 -28 -29.0 19 0 DL
20 05:20 | 3,373.19 2.33 78 78.2 -28 -29.1 19 0 DL
21 05:53] 4,194.95 2.90 78 78.4 -28 -29.2 19 0 JE
22 05:32 | 3,514.48 2.45 81 82.3 -28 -29.3 19 0 JE
23 06:02 | 3,613.90 2.50 80 81.6 -28 -28.6 19 0 JE
24 05:42 | 4,033.10 2.81 86 854 -28 -28.8 19 0 JE
25 06:07 | 3,612.88 2.50 82 83.7 -28 -29.1 19 0 LS
26 05:54 | 4,157.95 2.88 76 75.0 -28 -29.2 19 0 DL
27 05:44 | 3,060.98 212 74 73.5 -28 -29.2 19 0 DL
28 05:46 | 3,750.86 2.60 74 73.5 -28 -29.2 19 0 DL
29 07:04 | 3,875.62 2.69 70 70.4 -28 -29.2 19 0 DL
30 06:24 | 2,576.26 1.79 73 72.4 -28 -29.2 19 0 LS
31 06:12 | 1,608.12 112 73 74.4 -28 -29.2 20 0 LS
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ONEOK (Bushton) #6 03/2020

Weekly Injectate Samples

Kansas Lab Certificate Number E-10146

Week Temperature pH Chloride
Fgﬁrgerr?s; t Date Starr]]ciitzrd Date conce(n:ltration Sgr?]t;e S[;?Tt]iul
(mgll) Collected Analysed

1 68.00 03/01/2020 7.32 03/01/2020 | 7,040.0 03/01/2020 03/05/2020
2 64.50 03/08/2020 8.02 03/08/2020 | 1.410.0 03/08/2020 03/18/2020
3 64.20 03/15/2020 7.04 03/15/2020 | 1.650.0 03/15/2020 03/21/2020
4 65.80 03/22/2020 6.99 03/22/2020 | 2,480.0 03/22/2020 03/25/2020
5 62.90 03/29/2020 6.65 03/29/2020 | 1,780.0 03/29/2020 04/03/2020

No monthly injectate samples required.




ONEOK (Bushton) #6 03/2020

Quarterly Injectate Samples

Quarter 1
Date Sample Collected 02/11/2020
Kansas Lab Certificate Number E-10146
Lab Name Pace Analvtical-Saina

KOLAR Document ID: 1512998

These samples shall be representative of injection activity and shall therefore be collected on days of injection.

Constituent Value Units
Benzene 0.001 ma/l
Calcium 1,140,000.000 ma/l
Conductivity 164,000.000 Mmhos
Iron 2,170.000 ma/I
Maanesium 93,500.000 ma/l
Sulfate 3.440.000 ma/I
Total Alkalinity as CaCO3 212.000 ma/l
Total Dissolved Solids 139,000.000 ma/I
Total Hardness as CaCO3 212.000 ma/l
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