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Oxychem - Monthly Deepwell Report

Sep 2020

AVG 

FLOW IN GALLONS PER DAY      

(Not to exceed 864,000 gpd per 

well or 2,520,000 gpd collectively 

for all wells)        

MIN MAX 

ANNULUS 

PRESSURE

IN PSIG (>130 psig)

FLOW IN GALLONS 

PER MINUTE (Not to 

exceed 600 gpm 

average) WELL PRESSURE

IN PSIG (<20 psig)

AVG MIN MAX AVG MIN MAX AVG MIN MAX AVG

TEMP 

IN DEG 

F

DW 3

DW 8

DW 9

.0

404.8

57.4

.0

.0

.0

.0

754.3

473.6

135.0

174.8

170.4

2.5

141.3

147.1

135.0

201.7

204.2

-26.2

-12.3

-8.2

-26.2

-13.6

-13.9

-26.2

-.1

1.9

-12.6

75.9

77.7

0

582,956

82,588

0

320,309

20

0

778,610

166,399

DW 10 243.1 75.8 425.8 171.7 155.4 194.4 -13.5 -14.4 -1.5 73.5349,992 286,548 430,638

DW 11 182.3 .0 800.0 176.1 160.8 197.2 -11.2 -13.9 2.3 83.8262,567 2,166 674,642

TOTALS

Page 1 of 1

     NOTE: All data in this report is generated from the Oxy Wichita Aspen Historian 

belln
Text Box
1,278,103

belln
Text Box
704,773

belln
Text Box
1,880,449

belln
Text Box
*DW No. 8 was shut-in and out of service the entire month of September. A work over was performed on this well in October 2020 to restore mechanical integrity in the well.



Daily flows Page 1 of 2

Date DW 3 gpd DW 8 gpd DW 9 gpd Total gpdDW 10 gpd DW 11 gpd

109,4129/1/2020 0 774,456 1,516,748420,770 212,111

104,5979/2/2020 0 740,287 1,471,780422,946 203,950

108,8359/3/2020 0 778,610 1,618,679430,638 300,596

104,0369/4/2020 0 587,032 1,246,837369,633 186,137

107,6829/5/2020 0 583,968 1,213,810333,544 188,616

100,8699/6/2020 0 632,626 1,196,577312,193 150,890

100,3589/7/2020 0 531,625 1,149,084327,808 189,293

110,6939/8/2020 0 619,520 1,301,868376,685 194,970

111,7319/9/2020 0 534,980 1,196,261383,078 166,472

107,3679/10/2020 0 589,701 1,293,004405,188 190,748

94,7269/11/2020 0 599,311 1,394,520368,212 332,271

91,8379/12/2020 0 753,306 1,880,449360,663 674,642

58,8059/13/2020 0 678,150 1,537,441349,299 451,188

38,7729/14/2020 0 738,685 1,236,819329,882 129,480

39,7819/15/2020 0 659,752 1,045,244343,545 2,166

1699/16/2020 0 610,508 1,085,444316,067 158,699

5559/17/2020 0 618,480 1,339,688324,991 395,662

3749/18/2020 0 403,462 704,773286,548 14,389

209/19/2020 0 320,309 744,203311,250 112,624

1929/20/2020 0 364,557 907,913309,876 233,289

48,1289/21/2020 0 468,998 1,084,128308,642 258,359

64,6419/22/2020 0 447,367 956,448307,065 137,375

59,0729/23/2020 0 401,892 1,044,518310,145 273,409

96,7209/24/2020 0 471,735 1,091,467328,447 194,565

132,0259/25/2020 0 695,900 1,570,408365,935 376,548

109,2359/26/2020 0 758,117 1,782,355427,103 487,901

143,9509/27/2020 0 633,414 1,642,051350,717 513,970

121,6299/28/2020 0 566,635 1,387,932332,636 367,031

145,0249/29/2020 0 417,586 1,125,169342,239 220,321

166,3999/30/2020 0 507,719 1,577,474344,027 559,329



Date DW 3 gpd DW 8 gpd DW 9 gpd Total gpdDW 10 gpd DW 11 gpd

AvgAvgAvg

Min

Max

82,588

20

166,399

0

0

0

582,956

320,309

778,610

1,278,103

704,773

1,880,449

Total 2,477,632 0 17,488,689 38,343,094

349,992

286,548

430,638

10,499,774

262,567

2,166

674,642

7,877,000



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

9/1/2020 7:10 109,412 78 154 151 -7 -7 BJ

9/2/2020 7:00 104,597 72 167 170 -6 -6 BJ

9/3/2020 7:00 108,835 70 166 163 -4 -5 BJ

9/4/2020 7:02 104,036 75 170 167 -9 -9 BJ

9/5/2020 7:00 107,682 74 160 160 -11 -13 BJ

9/6/2020 7:07 100,869 65 167 167 -11 -13 BJ

9/7/2020 7:02 100,358 70 160 160 -5 -6 KG

9/8/2020 6:50 110,693 69 158 157 -6 -7 KG

9/9/2020 7:05 111,731 87 168 166 -10 -13 KG

9/10/2020 7:07 107,367 90 178 180 -13 -13 KG

9/11/2020 7:02 94,726 66 168 167 -13 -13 HM

9/12/2020 7:06 91,837 93 186 185 -12 -13 HM

9/13/2020 6:50 58,805 45 168 166 -13 -13 HM

9/14/2020 6:54 38,772 34 164 165 -10 -11 KG

9/15/2020 6:58 39,781 26 168 168 0 0 KG

9/16/2020 7:00 169 0 176 178 -10 -12 KG

9/17/2020 6:56 555 0 170 169 0 0 DT

9/18/2020 6:50 374 0 168 167 0 0 DT

9/19/2020 7:08 20 0 168 168 0 0 DT

9/20/2020 7:08 192 0 168 168 0 0 DT

9/21/2020 7:02 48,128 0 168 169 0 0 HM

9/22/2020 7:03 64,641 0 168 167 -5 -7 HM

9/23/2020 7:04 59,072 36 164 163 -6 -6 HM

9/24/2020 6:51 96,720 78 168 166 -12 -12 HM

9/25/2020 6:50 132,025 117 176 174 -12 -13 CV

9/26/2020 6:50 109,235 49 165 161 -13 -13 CV

9/27/2020 6:50 143,950 61 158 159 -11 -12 CV

9/28/2020 6:50 121,629 68 154 156 -11 -13 DT

9/29/2020 6:50 145,024 69 156 156 -11 -13 DT

9/30/2020 6:52 166,399 118 152 153 -11 -12 DT

166,399 118 186 185 0 0

20 0 152 151 -13 -13

82,588 54 166 166 -8 -9Average

High

Low

DISPOSAL WELL #3 DAILY READINGS

UIC Permit No.: KS-01-173-004

September 2020



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

9/1/2020 7:10 0 0 o/s o/s o/s o/s BJ

9/2/2020 7:00 0 0 o/s o/s o/s o/s BJ

9/3/2020 7:00 0 0 o/s o/s o/s o/s BJ

9/4/2020 7:02 0 0 o/s o/s o/s o/s BJ

9/5/2020 7:00 0 0 o/s o/s o/s o/s BJ

9/6/2020 7:07 0 0 o/s o/s o/s o/s BJ

9/7/2020 7:02 0 0 o/s o/s o/s o/s KG

9/8/2020 6:50 0 0 o/s o/s o/s o/s KG

9/9/2020 7:05 0 0 o/s o/s o/s o/s KG

9/10/2020 7:07 0 0 o/s o/s o/s o/s KG

9/11/2020 7:02 0 0 o/s o/s o/s o/s HM

9/12/2020 7:06 0 0 o/s o/s o/s o/s HM

9/13/2020 6:50 0 0 o/s o/s o/s o/s HM

9/14/2020 6:54 0 0 o/s o/s o/s o/s KG

9/15/2020 6:58 0 0 o/s o/s o/s o/s KG

9/16/2020 7:00 0 0 o/s o/s o/s o/s KG

9/17/2020 6:56 0 0 o/s o/s o/s o/s DT

9/18/2020 6:50 0 0 o/s o/s o/s o/s DT

9/19/2020 7:08 0 0 o/s o/s o/s o/s DT

9/20/2020 7:08 0 0 o/s o/s o/s o/s DT

9/21/2020 7:02 0 0 o/s o/s o/s o/s HM

9/22/2020 7:03 0 0 o/s o/s o/s o/s HM

9/23/2020 7:04 0 0 o/s o/s o/s o/s HM

9/24/2020 6:51 0 0 o/s o/s o/s o/s HM

9/25/2020 6:50 0 0 o/s o/s o/s o/s CV

9/26/2020 6:50 0 0 o/s o/s o/s o/s CV

9/27/2020 6:50 0 0 o/s o/s o/s o/s CV

9/28/2020 6:50 0 0 o/s o/s o/s o/s DT

9/29/2020 6:50 0 0 o/s o/s o/s o/s DT

9/30/2020 6:52 0 0 o/s o/s o/s o/s DT

0 0 0 0 0 0

0 0 0 0 0 0

0 0 #DIV/0! #DIV/0! #DIV/0! #DIV/0!

*DW No. 8 was shut-in on July 23, 2020 and remained shut-in all September due to a potential mechanical integrity concern.

DISPOSAL WELL #8 DAILY READINGS

Average

UIC Permit No.: KS-01-173-007

September 2020

High

Low



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

9/1/2020 7:10 774,456 538 170 169 -12 -12 BJ

9/2/2020 7:00 740,287 570 173 174 -11 -12 BJ

9/3/2020 7:00 778,610 560 169 170 -12 -12 BJ

9/4/2020 7:02 587,032 363 165 166 -13 -13 BJ

9/5/2020 7:00 583,968 480 175 176 -11 -11 BJ

9/6/2020 7:07 632,626 460 163 163 -13 -13 BJ

9/7/2020 7:02 531,625 396 164 166 -13 -12 KG

9/8/2020 6:50 619,520 422 176 178 -13 -13 KG

9/9/2020 7:05 534,980 512 170 168 -12 -10 KG

9/10/2020 7:07 589,701 417 170 172 -13 -13 KG

9/11/2020 7:02 599,311 320 170 169 -10 -12 HM

9/12/2020 7:06 753,306 569 186 183 -13 -13 HM

9/13/2020 6:50 678,150 241 164 163 -13 -12 HM

9/14/2020 6:54 738,685 567 170 170 -13 -12 KG

9/15/2020 6:58 659,752 515 169 166 -12 -11 KG

9/16/2020 7:00 610,508 459 170 168 -10 -10 KG

9/17/2020 6:56 618,480 438 164 163 -12 -12 DT

9/18/2020 6:50 403,462 352 168 168 -12 -12 DT

9/19/2020 7:08 320,309 323 168 167 -12 -11 DT

9/20/2020 7:08 364,557 204 170 169 -13 -12 DT

9/21/2020 7:02 468,998 371 174 173 -13 -13 HM

9/22/2020 7:03 447,367 300 172 171 -12 -12 HM

9/23/2020 7:04 401,892 508 178 176 -13 -13 HM

9/24/2020 6:51 471,735 305 172 171 -13 -13 HM

9/25/2020 6:50 695,900 514 182 182 -13 -12 CV

9/26/2020 6:50 758,117 357 166 164 -13 -13 CV

9/27/2020 6:50 633,414 412 164 166 -12 -12 CV

9/28/2020 6:50 566,635 433 170 168 -12 -12 DT

9/29/2020 6:50 417,586 238 162 164 -12 -12 DT

9/30/2020 6:52 507,719 294 170 172 -12 -12 DT

778,610 570 186 183 -10 -10

320,309 204 162 163 -13 -13

582,956 415 170 170 -12 -12

DISPOSAL WELL #9 DAILY READINGS

UIC Permit No.: KS-01-173-008

September 2020

Average

High

Low



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

9/1/2020 7:10 420,770 296 165 165 -13 -14 BJ

9/2/2020 7:00 422,946 297 165 165 -13 -14 BJ

9/3/2020 7:00 430,638 297 164 165 -13 -14 BJ

9/4/2020 7:02 369,633 275 166 168 -13 -14 BJ

9/5/2020 7:00 333,544 217 167 168 -13 -14 BJ

9/6/2020 7:07 312,193 210 166 168 -13 -14 BJ

9/7/2020 7:02 327,808 216 168 167 -13 -14 KG

9/8/2020 6:50 376,685 249 170 169 -13 -14 KG

9/9/2020 7:05 383,078 229 170 171 -14 -14 KG

9/10/2020 7:07 405,188 270 168 165 -13 -14 KG

9/11/2020 7:02 368,212 216 166 164 -13 -14 HM

9/12/2020 7:06 360,663 248 162 162 -13 -14 HM

9/13/2020 6:50 349,299 248 160 158 -13 -14 HM

9/14/2020 6:54 329,882 224 159 155 -13 -14 KG

9/15/2020 6:58 343,545 237 156 157 -13 -14 KG

9/16/2020 7:00 316,067 228 160 160 -13 -14 KG

9/17/2020 6:56 324,991 225 174 174 -13 -13 DT

9/18/2020 6:50 286,548 210 168 167 -13 -14 DT

9/19/2020 7:08 311,250 260 166 167 -10 -9 DT

9/20/2020 7:08 309,876 216 166 169 -11 -11 DT

9/21/2020 7:02 308,642 209 170 169 -10 -11 HM

9/22/2020 7:03 307,065 212 170 170 -12 -12 HM

9/23/2020 7:04 310,145 215 172 171 -10 -11 HM

9/24/2020 6:51 328,447 213 172 171 -13 -13 HM

9/25/2020 6:50 365,935 238 176 178 -14 -14 CV

9/26/2020 6:50 427,103 279 172 170 -13 -14 CV

9/27/2020 6:50 350,717 233 178 178 -13 -14 CV

9/28/2020 6:50 332,636 228 174 173 -13 -14 DT

9/29/2020 6:50 342,239 255 172 172 -13 -14 DT

9/30/2020 6:52 344,027 231 162 164 -13 -13 DT

430,638 297 178 178 -10 -9

286,548 209 156 155 -14 -14

349,992 239 167 167 -12 -13Average

Low

DISPOSAL WELL #10 DAILY READINGS

UIC Permit No.: KS-01-173-010

September 2020

High



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

9/1/2020 7:10 212,111 153 178 176 -5 -5 BJ

9/2/2020 7:00 203,950 145 175 176 -4 -4 BJ

9/3/2020 7:00 300,596 200 177 177 -7 -7 BJ

9/4/2020 7:02 186,137 109 178 180 -13 -14 BJ

9/5/2020 7:00 188,616 181 179 181 -13 -13 BJ

9/6/2020 7:07 150,890 106 168 169 -13 -13 BJ

9/7/2020 7:02 189,293 123 169 166 -13 -13 KG

9/8/2020 6:50 194,970 104 166 166 -13 -13 KG

9/9/2020 7:05 166,472 63 168 169 -13 -14 KG

9/10/2020 7:07 190,748 124 170 170 -12 -9 KG

9/11/2020 7:02 332,271 0 176 174 -5 -6 HM

9/12/2020 7:06 674,642 511 176 175 -13 -13 HM

9/13/2020 6:50 451,188 416 174 173 -13 -13 HM

9/14/2020 6:54 129,480 121 175 176 -13 -14 KG

9/15/2020 6:58 2,166 0 178 178 0 0 KG

9/16/2020 7:00 158,699 0 174 173 0 0 KG

9/17/2020 6:56 395,662 284 176 175 -13 -13 DT

9/18/2020 6:50 14,389 87 178 176 -13 -13 DT

9/19/2020 7:08 112,624 138 178 178 -13 -13 DT

9/20/2020 7:08 233,289 95 180 179 -13 -13 DT

9/21/2020 7:02 258,359 213 180 179 -13 -13 HM

9/22/2020 7:03 137,375 99 168 166 -13 -13 HM

9/23/2020 7:04 273,409 179 164 162 -13 -13 HM

9/24/2020 6:51 194,565 261 164 163 -10 -10 HM

9/25/2020 6:50 376,548 214 168 167 -14 -13 CV

9/26/2020 6:50 487,901 202 166 164 -14 -13 CV

9/27/2020 6:50 513,970 337 164 166 -13 -13 CV

9/28/2020 6:50 367,031 320 168 166 -14 -13 DT

9/29/2020 6:50 220,321 115 170 169 -13 -13 DT

9/30/2020 6:52 559,329 391 182 182 -13 -13 DT

674,642 511 182 182 0 0

2,166 0 164 162 -14 -14

262,567 176 173 172 -11 -11

DISPOSAL WELL #11 DAILY READINGS

UIC Permit No.: KS-01-173-011

September 2020

High

Low

Average



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

0 0 0 0 0 0

0 0 0 0 0 0

#DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0!Average

Low

DISPOSAL WELL #12 DAILY READINGS

UIC Permit No.: KS-01-173-012

September 2020

(this well is not yet drilled)

High



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

0 0 0 0 0 0

0 0 0 0 0 0

#DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0!

DISPOSAL WELL #14 DAILY READINGS

UIC Permit No.: KS-01-173-014

September 2020

(this well is not yet drilled)

High

Low

Average



DW #3 DW #8 DW #9 DW #10 DW #11

9/1/2020 21 NA* 30 31 38

9/2/2020 21 NA* 31 31 38

9/3/2020 20 NA* 29 31 38

9/4/2020 21 NA* 27 29 36

9/5/2020 21 NA* 29 29 39

9/6/2020 24 NA* 27 30 37

9/7/2020 21 NA* 27 29 37

9/8/2020 22 NA* 28 30 38

9/9/2020 21 NA* 25 28 33

9/10/2020 20 NA* 27 28 31

9/11/2020 24 NA* 27 27 33

9/12/2020 21 NA* 26 26 30

9/13/2020 21 NA* 25 26 34

9/14/2020 21 NA* 26 26 33

9/15/2020 20 NA* 25 28 32

9/16/2020 22 NA* 25 28 34

9/17/2020 22 NA* 24 28 33

9/18/2020 22 NA* 25 28 31

9/19/2020 23 NA* 23 28 33

9/20/2020 23 NA* 21 28 30

9/21/2020 22 NA* 24 28 30

9/22/2020 20 NA* 24 28 30

9/23/2020 21 NA* 23 28 29

9/24/2020 22 NA* 23 28 28

9/25/2020 23 NA* 24 28 32

9/26/2020 23 NA* 26 28 34

9/27/2020 24 NA* 31 32 39

9/28/2020 21 NA* 27 28 32

9/29/2020 21 NA* 26 28 33

9/30/2020 23 NA* 24 29 35

Date DW # Gallons Added

* There were no annulus oil additions in September 2020

Annulus Oil Additions

Date

Seal Pot Fluid Level
(level in inches)

ANNULUS OIL REPORT

*DW No. 8 was shut-in on July 23, 2020 and remained shut-in all September due to a potential 
mechanical integrity concern.



Pace Analytical Services, Inc.

Kansas Laboratory Certification No. E-10116

Oxychem Disposal Well Analysis

8/31/2020

Sampling Period:

to
9/6/2020

Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

DICHLORODIFLUOROMETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CHLOROMETHANE ug/L < 0.005 NS 151000 < 0.05 6.4

VINYL CHLORIDE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

BROMOMETHANE ug/L < 0.015 NS < 7.5 < 0.15 < 0.015

CHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

TRICHLOROFLUOROMETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

1,1-DICHLOROETHENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

METHYLENE CHLORIDE ug/L < 0.005 NS < 2.5 130 < 0.005

TRANS-1,2-DICHLOROETHYLENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

1,1-DICHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CIS-1,2-DICHLOROETHYLENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CHLOROFORM ug/L < 0.005 NS < 2.5 1970 24.5

1,1,1-TRICHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CARBON TETRACHLORIDE ug/L < 0.005 NS < 2.5 1930 < 0.005

BENZENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

1,2-DICHLOROETHANE ug/L < 0.005 NS < 2.5 79.8 < 0.005

TRICHLOROETHYLENE ug/L < 0.005 NS < 2.5 124 < 0.005

1,2-DICHLOROPROPANE ug/L < 0.005 NS < 2.5 155 < 0.005

BROMODICHLOROMETHANE ug/L 9.5 NS < 2.5 < 0.05 15.8

TRANS-1,3-DICHLOROPROPENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CIS-1,3-DICHLOROPROPENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

1,1,2-TRICHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

TETRACHLOROETHYLENE ug/L < 0.005 NS < 2.5 1200 < 0.005

DIBROMOCHLOROMETHANE ug/L 23.6 NS < 2.5 < 0.05 17.9

CHLOROBENZENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

BROMOFORM ug/L 90.7 NS < 2.5 < 0.05 33.9

1,1,2,2-TETRACHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

PHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

ORTHO-CHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

PARA-CHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,6-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4,6-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4,5-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,4-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

3,4-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,5,6-TETRACHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,4,6-TETRACHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

3,4,5-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

PENTACHLOROPHENOL ug/L < 0.15 NS < 0.15 < 0.15 < 0.15

HEXACHLOROETHANE ug/L < 10 NS 54.2 65.3 < 10

HEXACHLOROBUTADIENE ug/L < 10 NS 46.1 45.6 < 10

HEXACHLOROBENZENE ug/L < 10 NS < 10 < 10 < 10

A-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

G-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

B-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

D-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

ANTIMONY ug/L < 0.2 NS < 0.05 < 0.03 < 0.03

TOTAL CHROMIUM ug/L < 0.1 NS < 0.025 < 0.015 22.3
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Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

PH SU 8.8 NS 1.16 11.55 12.07
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Pace Analytical Services, Inc.

Kansas Laboratory Certification No. E-10116

Oxychem Disposal Well Analysis

9/7/2020

Sampling Period:

to
9/13/2020

Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

DICHLORODIFLUOROMETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CHLOROMETHANE ug/L < 0.005 NS 160000 12200 5.8

VINYL CHLORIDE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

BROMOMETHANE ug/L < 0.015 NS 8050 585 < 0.015

CHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

TRICHLOROFLUOROMETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

1,1-DICHLOROETHENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

METHYLENE CHLORIDE ug/L < 0.005 NS 267000 223 < 0.005

TRANS-1,2-DICHLOROETHYLENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

1,1-DICHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CIS-1,2-DICHLOROETHYLENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CHLOROFORM ug/L 23.8 NS 30700 2090 53

1,1,1-TRICHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CARBON TETRACHLORIDE ug/L < 0.005 NS 9280 2190 < 0.005

BENZENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

1,2-DICHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

TRICHLOROETHYLENE ug/L < 0.005 NS < 2.5 104 < 0.005

1,2-DICHLOROPROPANE ug/L < 0.005 NS < 2.5 155 < 0.005

BROMODICHLOROMETHANE ug/L 35.7 NS < 2.5 70.9 43

TRANS-1,3-DICHLOROPROPENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CIS-1,3-DICHLOROPROPENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

1,1,2-TRICHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

TETRACHLOROETHYLENE ug/L < 0.005 NS < 2.5 1340 < 0.005

DIBROMOCHLOROMETHANE ug/L 65.7 NS < 2.5 75.3 80.5

CHLOROBENZENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

BROMOFORM ug/L 99.7 NS < 2.5 52 203

1,1,2,2-TETRACHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

PHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

ORTHO-CHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

PARA-CHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,6-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4,6-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4,5-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,4-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

3,4-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,5,6-TETRACHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,4,6-TETRACHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

3,4,5-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

PENTACHLOROPHENOL ug/L < 0.15 NS < 0.15 < 0.15 < 0.15

HEXACHLOROETHANE ug/L < 10 NS 117 53.3 < 10

HEXACHLOROBUTADIENE ug/L < 10 NS 48.4 42.6 < 10

HEXACHLOROBENZENE ug/L < 10 NS < 10 < 10 < 10

A-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

G-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

B-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

D-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

ANTIMONY ug/L < 0.2 NS < 0.05 < 0.03 < 0.03

TOTAL CHROMIUM ug/L 635 NS 187 456 596

Monday, October 26, 2020 Page 1 of 2



Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

PH SU 10.16 NS 12.29 9.58 11.05
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Pace Analytical Services, Inc.

Kansas Laboratory Certification No. E-10116

Oxychem Disposal Well Analysis

9/14/2020

Sampling Period:

to
9/20/2020

Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

DICHLORODIFLUOROMETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CHLOROMETHANE ug/L < 0.005 NS 2760 < 0.05 < 0.005

VINYL CHLORIDE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

BROMOMETHANE ug/L < 0.015 NS < 7.5 < 0.15 < 0.015

CHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

TRICHLOROFLUOROMETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

1,1-DICHLOROETHENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

METHYLENE CHLORIDE ug/L < 0.005 NS 202000 164 < 0.005

TRANS-1,2-DICHLOROETHYLENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

1,1-DICHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CIS-1,2-DICHLOROETHYLENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CHLOROFORM ug/L 30.2 NS 23900 2010 57.8

1,1,1-TRICHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CARBON TETRACHLORIDE ug/L < 0.005 NS 3880 2020 68.3

BENZENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

1,2-DICHLOROETHANE ug/L < 0.005 NS < 2.5 81.6 < 0.005

TRICHLOROETHYLENE ug/L < 0.005 NS < 2.5 113 < 0.005

1,2-DICHLOROPROPANE ug/L < 0.005 NS < 2.5 177 < 0.005

BROMODICHLOROMETHANE ug/L 11.1 NS < 2.5 < 0.05 34.5

TRANS-1,3-DICHLOROPROPENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

CIS-1,3-DICHLOROPROPENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

1,1,2-TRICHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

TETRACHLOROETHYLENE ug/L < 0.005 NS < 2.5 1490 < 0.005

DIBROMOCHLOROMETHANE ug/L 17.4 NS < 2.5 < 0.05 29.6

CHLOROBENZENE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

BROMOFORM ug/L 25.5 NS < 2.5 < 0.05 78.4

1,1,2,2-TETRACHLOROETHANE ug/L < 0.005 NS < 2.5 < 0.05 < 0.005

PHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

ORTHO-CHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

PARA-CHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,6-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4,6-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4,5-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,4-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

3,4-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,5,6-TETRACHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,4,6-TETRACHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

3,4,5-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

PENTACHLOROPHENOL ug/L < 0.15 NS < 0.15 < 0.15 < 0.15

HEXACHLOROETHANE ug/L < 10 NS 136 39.8 < 10

HEXACHLOROBUTADIENE ug/L < 10 NS 66.1 29.1 < 10

HEXACHLOROBENZENE ug/L < 10 NS < 10 < 10 < 10

A-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

G-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

B-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

D-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

ANTIMONY ug/L < 0.2 NS < 0.05 < 0.03 < 0.03

TOTAL CHROMIUM ug/L < 0.1 NS < 0.025 48.4 72
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Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

PH SU 6.51 NS 1.28 12.4 12.36
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Pace Analytical Services, Inc.

Kansas Laboratory Certification No. E-10116

Oxychem Disposal Well Analysis

9/21/2020

Sampling Period:

to
9/27/2020

Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

DICHLORODIFLUOROMETHANE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

CHLOROMETHANE ug/L < 0.005 NS < 0.1 < 0.05 7

VINYL CHLORIDE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

BROMOMETHANE ug/L < 0.015 NS < 0.3 < 0.15 < 0.015

CHLOROETHANE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

TRICHLOROFLUOROMETHANE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

1,1-DICHLOROETHENE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

METHYLENE CHLORIDE ug/L < 0.005 NS 3880 117 < 0.005

TRANS-1,2-DICHLOROETHYLENE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

1,1-DICHLOROETHANE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

CIS-1,2-DICHLOROETHYLENE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

CHLOROFORM ug/L 44.8 NS 9970 2100 25.4

1,1,1-TRICHLOROETHANE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

CARBON TETRACHLORIDE ug/L < 0.005 NS 7680 2070 11.2

BENZENE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

1,2-DICHLOROETHANE ug/L < 0.005 NS 135 83.2 < 0.005

TRICHLOROETHYLENE ug/L < 0.005 NS 128 82.9 < 0.005

1,2-DICHLOROPROPANE ug/L < 0.005 NS 198 177 < 0.005

BROMODICHLOROMETHANE ug/L 58.1 NS < 0.1 < 0.05 13.4

TRANS-1,3-DICHLOROPROPENE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

CIS-1,3-DICHLOROPROPENE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

1,1,2-TRICHLOROETHANE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

TETRACHLOROETHYLENE ug/L < 0.005 NS 1820 1400 < 0.005

DIBROMOCHLOROMETHANE ug/L 63.7 NS < 0.1 < 0.05 18

CHLOROBENZENE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

BROMOFORM ug/L 58.9 NS < 0.1 < 0.05 29.8

1,1,2,2-TETRACHLOROETHANE ug/L < 0.005 NS < 0.1 < 0.05 < 0.005

PHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

ORTHO-CHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

PARA-CHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,6-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4,6-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4,5-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,4-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

3,4-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,5,6-TETRACHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,4,6-TETRACHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

3,4,5-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

PENTACHLOROPHENOL ug/L < 0.15 NS < 0.15 < 0.15 < 0.15

HEXACHLOROETHANE ug/L < 10 NS 246 76.1 < 10

HEXACHLOROBUTADIENE ug/L < 10 NS 69.2 60.6 < 10

HEXACHLOROBENZENE ug/L < 10 NS < 10 < 10 < 10

A-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

G-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

B-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

D-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

ANTIMONY ug/L < 0.2 NS < 0.05 < 0.03 < 0.05

TOTAL CHROMIUM ug/L 294 NS 54.6 266 207
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Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

PH SU 9.7 NS 1.23 8.7 11.87
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Pace Analytical Services, Inc.

Kansas Laboratory Certification No. E-10116

Oxychem Disposal Well Analysis

9/28/2020

Sampling Period:

to
10/4/2020

Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

DICHLORODIFLUOROMETHANE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

CHLOROMETHANE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

VINYL CHLORIDE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

BROMOMETHANE ug/L < 0.015 NS < 0.6 < 0.15 < 0.06

CHLOROETHANE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

TRICHLOROFLUOROMETHANE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

1,1-DICHLOROETHENE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

METHYLENE CHLORIDE ug/L < 0.005 NS 1410 108 < 0.02

TRANS-1,2-DICHLOROETHYLENE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

1,1-DICHLOROETHANE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

CIS-1,2-DICHLOROETHYLENE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

CHLOROFORM ug/L 94 NS 2690 2100 166

1,1,1-TRICHLOROETHANE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

CARBON TETRACHLORIDE ug/L < 0.005 NS 2500 1910 < 0.02

BENZENE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

1,2-DICHLOROETHANE ug/L < 0.005 NS < 0.2 71.6 < 0.02

TRICHLOROETHYLENE ug/L < 0.005 NS < 0.2 87.3 < 0.02

1,2-DICHLOROPROPANE ug/L < 0.005 NS < 0.2 168 < 0.02

BROMODICHLOROMETHANE ug/L 95.7 NS < 0.2 < 0.05 125

TRANS-1,3-DICHLOROPROPENE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

CIS-1,3-DICHLOROPROPENE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

1,1,2-TRICHLOROETHANE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

TETRACHLOROETHYLENE ug/L < 0.005 NS 1220 1190 < 0.02

DIBROMOCHLOROMETHANE ug/L 95.2 NS < 0.2 < 0.05 115

CHLOROBENZENE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

BROMOFORM ug/L 78.7 NS < 0.2 < 0.05 128

1,1,2,2-TETRACHLOROETHANE ug/L < 0.005 NS < 0.2 < 0.05 < 0.02

PHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

ORTHO-CHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

PARA-CHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,6-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4,6-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,4,5-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,4-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

3,4-DICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,5,6-TETRACHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

2,3,4,6-TETRACHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

3,4,5-TRICHLOROPHENOL ug/L < 0.05 NS < 0.05 < 0.05 < 0.05

PENTACHLOROPHENOL ug/L < 0.15 NS < 0.15 < 0.15 < 0.15

HEXACHLOROETHANE ug/L < 10 NS 74 70.5 < 10

HEXACHLOROBUTADIENE ug/L < 10 NS 59.4 52.7 < 10

HEXACHLOROBENZENE ug/L < 10 NS < 10 < 10 < 10

A-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

G-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

B-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

D-HEXACHLOROCYCLOHEXANE ug/L < 10 NS < 10 < 10 < 10

ANTIMONY ug/L < 0.2 NS < 0.05 < 0.03 < 0.03

TOTAL CHROMIUM ug/L < 0.1 NS < 0.025 15.1 32.8

Monday, October 26, 2020 Page 1 of 2



Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

PH SU 10.04 NS 1.23 7.36 11.47
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Specific Gravity Weighted Average

Avg Flow Avg SPG LBS

DW #3 7/8/2020 83.5 1.075714286 75510967/2/2020

DW #8 230.3 1.015714286 19664915

DW #9 250.4 1.005714286 21170715

564.2 48386726Total

DW #3 7/15/2020 69 1.074285714 62315417/9/2020

DW #8 255.5 1.014285714 21786015

DW #9 231.3 1 19444743

555.8 47462299Total

DW #3 7/22/2020 73.5 1.084285714 66997367/16/2020

DW #8 276.3 1.045714286 24289608

DW #9 281.4 1.017142857 24062050

631.2 55051394Total

DW #3 7/29/2020 74.3 1.094285714 68351207/23/2020

DW #8 0 1.08 0

DW #9 418.6 1.035714286 36447335

492.9 43282454Total

DW #3 8/5/2020 87.5 1.104285714 81229937/30/2020

DW #8 0 0 0

DW #9 467.7 1.03 40497776

555.2 48620770Total

DW #3 8/12/2020 81.3 1.122857143 76743518/6/2020

DW #8 0 0 0

DW #9 478.1 1.03 41398304

559.4 49072655Total

DW #3 8/19/2020 75.3 1.122857143 71079788/13/2020

DW #8 0 0 0

DW #9 448.2 1.021428571 38486324

523.5 45594302Total

DW #3 8/26/2020 78.6 1.095714286 72401318/20/2020

DW #8 0 0 0

DW #9 467.3 1.005714286 39509086

545.9 46749217Total

DW #3 9/2/2020 89.7 1.094285714 82518208/27/2020

DW #8 0 0 0

DW #9 494.4 1.004285714 41740950

584.1 49992770Total

DW #3 9/9/2020 73.8 1.087142857 67448089/3/2020

DW #8 0 0 0

DW #9 423.4 1.01 35949993

497.2 42694801Total
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Avg Flow Avg SPG LBS

DW #3 9/16/2020 42.8 1.048571429 37728409/10/2020

DW #8 0 0 0

DW #9 459.2 1.005714286 38824251

502 42597090Total

DW #3 9/23/2020 17.1 1.028571429 14786229/17/2020

DW #8 0 0 0

DW #9 300.1 1.008571429 25444812

317.2 26923434Total

DW #3 9/30/2020 90.7 1.057142857 80606039/24/2020

DW #8 0 0 0

DW #9 401.8 1.024285714 34598529

492.5 42659132Total

524.7 589087045Average of Weekly Totals Sum of All LBS 1.0273Weighted SPG
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Specific Gravity Weighted Average (Range1.01 - 1.08)

Avg Flow Avg SPG LBS

DW #10 7/8/2020 264.8 1.0100 224836057/2/2020

DW #10 7/15/2020 262.9 1.0143 224169997/9/2020

DW #10 7/22/2020 283.5 1.0243 244118547/16/2020

DW #10 7/29/2020 312.5 1.0214 268339507/23/2020

DW #10 8/5/2020 348.2 1.0143 296903737/30/2020

DW #10 8/12/2020 309.3 1.0329 268563368/6/2020

DW #10 8/19/2020 279.6 1.0371 243782398/13/2020

DW #10 8/26/2020 281.2 1.0157 240111788/20/2020

DW #10 9/2/2020 296.5 1.0100 251751848/27/2020

DW #10 9/9/2020 251.3 1.0143 214278899/3/2020

DW #10 9/16/2020 245.3 1.0157 209457399/10/2020

DW #10 9/23/2020 214.1 1.0100 181787759/17/2020

DW #10 9/30/2020 247.1 1.0057 208917089/24/2020

276.6 307701829Avg Flow 1.0178Weighted SPGSum LBS
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Specific Gravity Weighted Average (Range1.01 - 1.08)

Avg Flow Avg SPG LBS

DW #11 7/8/2020 285.7 1.0414 250130307/2/2020

DW #11 7/15/2020 242.5 1.0343 210852557/9/2020

DW #11 7/22/2020 263.5 1.0529 233225837/16/2020

DW #11 7/29/2020 337 1.0571 299495407/23/2020

DW #11 8/5/2020 351.8 1.0229 302508377/30/2020

DW #11 8/12/2020 275.5 1.0171 235575518/6/2020

DW #11 8/19/2020 188.8 1.0357 164387408/13/2020

DW #11 8/26/2020 164.5 1.0300 142439268/20/2020

DW #11 9/2/2020 140.5 1.0300 121657858/27/2020

DW #11 9/9/2020 136.6 1.0300 118280879/3/2020

DW #11 9/16/2020 192.3 1.0257 165818239/10/2020

DW #11 9/23/2020 141.3 1.0329 122689959/17/2020

DW #11 9/30/2020 269.8 1.0586 240098089/24/2020

230.0 260715962Avg Flow 1.0373Weighted SPGSum LBS
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Specific Gravity Weighted Average

Avg Flow Avg SPG LBS

DW #3 7/8/2020 83.5 1.075714286 75510967/2/2020

DW #8 230.3 1.015714286 19664915

DW #9 250.4 1.005714286 21170715

DW #10 264.8 1.01 22483605

DW #11 285.7 1.041428571 25013030

1114.7 95883361Total

DW #3 7/15/2020 69 1.074285714 62315417/9/2020

DW #8 255.5 1.014285714 21786015

DW #9 231.3 1 19444743

DW #10 262.9 1.014285714 22416999

DW #11 242.5 1.034285714 21085255

1061.2 90964553Total

DW #3 7/22/2020 73.5 1.084285714 66997367/16/2020

DW #8 276.3 1.045714286 24289608

DW #9 281.4 1.017142857 24062050

DW #10 283.5 1.024285714 24411854

DW #11 263.5 1.052857143 23322583

1178.2 102785831Total

DW #3 7/29/2020 74.3 1.094285714 68351207/23/2020

DW #8 0 1.08 0

DW #9 418.6 1.035714286 36447335

DW #10 312.5 1.021428571 26833950

DW #11 337 1.057142857 29949540

1142.4 100065945Total

DW #3 8/5/2020 87.5 1.104285714 81229937/30/2020

DW #8 0 0 0

DW #9 467.7 1.03 40497776

DW #10 348.2 1.014285714 29690373

DW #11 351.8 1.022857143 30250837

1255.2 108561980Total

DW #3 8/12/2020 81.3 1.122857143 76743518/6/2020

DW #8 0 0 0

DW #9 478.1 1.03 41398304

DW #10 309.3 1.032857143 26856336

DW #11 275.5 1.017142857 23557551

1144.2 99486542Total
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Avg Flow Avg SPG LBS

DW #3 8/19/2020 75.3 1.122857143 71079788/13/2020

DW #8 0 0 0

DW #9 448.2 1.021428571 38486324

DW #10 279.6 1.037142857 24378239

DW #11 188.8 1.035714286 16438740

991.9 86411282Total

DW #3 8/26/2020 78.6 1.095714286 72401318/20/2020

DW #8 0 0 0

DW #9 467.3 1.005714286 39509086

DW #10 281.2 1.015714286 24011178

DW #11 164.5 1.03 14243926

991.6 85004321Total

DW #3 9/2/2020 89.7 1.094285714 82518208/27/2020

DW #8 0 0 0

DW #9 494.4 1.004285714 41740950

DW #10 296.5 1.01 25175184

DW #11 140.5 1.03 12165785

1021.1 87333739Total

DW #3 9/9/2020 73.8 1.087142857 67448089/3/2020

DW #8 0 0 0

DW #9 423.4 1.01 35949993

DW #10 251.3 1.014285714 21427889

DW #11 136.6 1.03 11828087

885.1 75950776Total

DW #3 9/16/2020 42.8 1.048571429 37728409/10/2020

DW #8 0 0 0

DW #9 459.2 1.005714286 38824251

DW #10 245.3 1.015714286 20945739

DW #11 192.3 1.025714286 16581823

939.6 80124652Total

DW #3 9/23/2020 17.1 1.028571429 14786229/17/2020

DW #8 0 0 0

DW #9 300.1 1.008571429 25444812

DW #10 214.1 1.01 18178775

DW #11 141.3 1.032857143 12268995

672.6 57371204Total

DW #3 9/30/2020 90.7 1.057142857 80606039/24/2020

DW #8 0 0 0

DW #9 401.8 1.024285714 34598529

DW #10 247.1 1.005714286 20891708

DW #11 269.8 1.058571429 24009808

1009.4 87560649Total
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Avg Flow Avg SPG LBS

1031.3 1157504836Average of Weekly Totals Sum of All LBS 1.0270Weighted SPG
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