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Month October

Year 2023
KOLAR Document ID 1738462

Class |-V Injection Well Monthly Monitoring

Summary of Monthly Report

Number of days injection occurred: 17

Barrels per Day Maximum: 10,000 Annulus Pressure Injection Pressure
psig min 60
Injection Volume Injection Rate Gauge Cont. Record Gauge Cont. Record Amount Added to
Barrels per Day Barrels per Minute psig psig psig psig Seal Pot
Monthly Average 422 2.16 89 89 -23.8 -23.9
Monthly Maximum 1173 5.45 121 121 0.0 0.2
Monthly Minimum 0 0.00 0 -0 -29.0 -28.8
Monthly Total 13,078
Summary of Continuous Recorder Data
Maximum Annulus Pressure Minimum Annulus Pressure Maximum Injection Pressure Minimum Injection Pressure
psig psig psig
0.45 -28.90 128.81 -0.48
Comments:

On October 27, 2023, ACS was alerted to pressures not in range. The well was closed in and KDHE notified. Upon inspection of the 3 1/2" tubing,
it was discovered that the packer had aleak. The tubing was updated to a 7" line with anew packer. MIT testing was successful and witnessed by
KDHE. The well was then put back into operation. Due to opening the well, the pressures were then not in permitted range, which isreflected in

the report.

v2019a




KOLAR Document ID: 1738462

UCS #2 10/2023
Daily Recorder Data
Day | Time Injection Injection Annulus Annulus Injection Injection Seal Pot Type of Amount of Initials of
Volume Rate Pressure Pressure Pressure Pressure Fluid Level Fluid Fluid Collector of
(Gauge) (Continuous (Gauge) (Continuous Added to Added to Field
Barrels Per Berrels Per Recorder) Recorder) Seal Pot Seal Pot Recordings
24 hr | Day Minute psig psig +/- +/- inches gallons
1 15:511 0.00 0.00 104 103.6 -26 -26.5 37 0 M
2 08:52| 0.00 0.00 97 97.2 -27 -27.3 37 0 VS
3 16:06 | 180.24 4.17 97 96.7 -27 -26.9 35 0 TJ
4 09:42 | 328.98 4.10 92 91.8 -28 -27.6 35 0 TJ
5 09:38| 806.74 421 91 91.4 -27 -27.3 35 0 VS
6 07:18| 765.40 3.83 87 86.8 -28 -27.6 35 0 VS
7 08:27 ] 0.00 0.00 107 106.5 -28 -27.6 35 0 VS
8 23:39( 0.00 0.00 121 120.9 -27 -27.1 36 0 KH
9 06:59 | 794.55 3.98 118 117.5 -27 -27.1 37 0 SP
10 08:59 | 861.69 4.24 111 111.3 -27 -26.8 36 0 TJ
11 07:09 | 989.90 2.67 105 105.5 -27 -26.8 36 0 SP
12 07:39 | 988.14 3.52 105 105.1 -28 -28.2 36 0 KH
13 07:22| 1,170.12 3.57 104 103.7 -28 -28.8 35 0 SP
14 08:03 | 836.00 3.31 92 91.8 -29 -28.8 35 0 SP
15 19:34 1 0.00 0.00 109 108.6 -29 -28.6 36 0 TJ
16 08:06 | 887.40 5.45 105 104.7 -29 -28.7 36 0 TJ
17 08:06| 1,173.05 5.02 99 98.9 -29 -28.7 37 0 SP
18 07:24 | 663.52 3.60 99 98.8 -28 -28.4 36 0 VS
19 08:48 | 688.21 3.95 103 102.7 -28 -27.9 36 0 TJ
20 07:15| 660.26 3.90 96 96.3 -28 -27.8 36 0 KH
21 08:35( 0.00 0.00 98 98.0 -27 -27.3 36 0 VS
22 15:54 | 0.00 0.00 113 112.6 -26 -26.1 36 0 VS
23 13:27] 0.00 0.00 112 112.4 -26 -26.0 36 0 TJ
24 15:59 ] 0.00 0.00 107 107.3 -27 -26.6 36 0 TJ
25 16:47] 0.00 0.00 107 106.6 -26 -26.5 36 0 VS
26 09:02 | 720.26 3.81 98 98.3 -26 -26.4 37 0 SP
27 11.:42 | 563.52 3.52 71 70.9 -26 -26.3 36 0 VS
28 11:18] 0.00 0.00 0 -0.3 0 0.1 53 0 ZM
29 16:02 | 0.00 0.00 0 -0.3 0 0.2 53 0 ZM
30 14.26 | 0.00 0.00 0 -0.2 0 -0.2 53 0 AH
31 09:00 | 0.00 0.00 0 -0.4 0 -0.3 53 0 AH




KOLAR Document ID: 1738462
UCS #2 10/2023

Weekly Injectate Samples

Kansas Lab Certificate Number E-10152

Week Temperature pH Chloride
Fgﬁrgerr?s; t Date Starr]]ciitzrd Date conce(n:ltration Sgr?]t;e S[;?Tt]iul
(mgll) Collected Analysed

1 68.00 10/03/2023 7.30 10/03/2023 | 205,000.0 10/03/2023 10/05/2023
2 65.20 10/09/2023 7.00 10/09/2023 | 215,000.0 10/09/2023 10/09/2023
3 64.00 10/16/2023 7.20 10/16/2023 | 180,000.0 10/16/2023 10/18/2023
4 67.90 10/26/2023 7.00 10/26/2023 | 207.400.0 10/26/2023 10/27/2023
5

No monthly injectate samples required.
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