
Comments:

Summary of Monthly Report
Number of days injection occurred:
Barrels per Day Maximum: Annulus Pressure Injection Pressure

psig min 
Injection Volume Injection Rate Gauge Cont. Record Gauge Cont. Record Amount Added to
Barrels per Day Barrels per Minute psig psig psig psig Seal Pot

Monthly Average
Monthly Maximum
Monthly Minimum
Monthly Total

Summary of Continuous Recorder Data

Maximum Annulus Pressure
psig

Minimum Annulus Pressure
psig

Maximum Injection Pressure
psig

Minimum Injection Pressure
psig

Facility Well Name UIC Permit # Month Year

Submitted Approved KOLAR Document ID

Class I-V Injection Well Monthly Monitoring

KOLAR Document ID: 1748650



Daily Recorder Data
Day Time Injection

Volume
Injection

Rate
Annulus
Pressure
(Gauge)

Annulus 
Pressure 

(Continuous 
Recorder)

Injection
Pressure
(Gauge)

Injection 
Pressure 

(Continuous 
Recorder)

Seal Pot
Fluid Level

Type of 
Fluid 

Added to
Seal Pot

Amount of
Fluid

Added to
Seal Pot

Initials of
Collector of

Field
Recordings

24 hr psig psig + / - + / - inches gallons

KOLAR Document ID: 1748650









Oxychem - Monthly Deepwell Report

Dec 2023

AVG 

FLOW IN GALLONS PER DAY      

(Not to exceed 864,000 gpd per 

well or 2,520,000 gpd collectively 

for all wells)        

MIN MAX 

ANNULUS 

PRESSURE

IN PSIG (>130 psig)

FLOW IN GALLONS 

PER MINUTE (Not to 

exceed 600 gpm 

average) WELL PRESSURE

IN PSIG (<20 psig)

AVG MIN MAX AVG MIN MAX AVG MIN MAX AVG

TEMP 

IN DEG 

F
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200.3

-11.1

-11.9

-13.0

-13.8

-14.1

-13.6

2.6

2.3

.8

77.1

73.1

54.3

417,996

332,043

173,406

309,290

183,566

131,248

655,126

551,804

275,060

DW 10 282.0 .0 495.7 174.0 159.2 187.3 -14.5 -15.2 1.5 65.5406,127 177,588 486,368

DW 11 218.4 .0 800.0 176.9 156.7 197.2 -14.4 -15.5 -.1 68.6314,433 146,183 551,023

TOTALS
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     NOTE: All data in this report is generated from the Oxy Wichita Aspen Historian 

belln
Text Box
1,624,416


belln
Text Box
1,284,982


belln
Text Box
2,315,888




Daily flows Page 1 of 2

Date DW 3 gpd DW 8 gpd DW 9 gpd Total gpdDW 10 gpd DW 11 gpd

139,66612/1/2023 430,271 298,464 1,578,091423,146 286,545

139,30612/2/2023 348,769 301,355 1,411,289427,555 194,304

155,99912/3/2023 381,237 183,566 1,383,793410,088 252,903

142,69712/4/2023 393,607 360,064 1,610,763402,196 312,198

198,16112/5/2023 367,217 314,919 1,615,192402,713 332,181

155,59512/6/2023 359,005 322,990 1,482,854401,880 243,384

145,59712/7/2023 343,008 336,620 1,389,570401,221 163,123

131,24812/8/2023 370,044 298,516 1,341,299395,309 146,183

133,93012/9/2023 338,274 243,899 1,284,982394,340 174,538

148,93312/10/2023 309,290 252,501 1,305,728419,929 175,076

165,82612/11/2023 449,530 394,719 1,609,889400,855 198,960

149,70412/12/2023 578,342 551,804 1,934,523434,938 219,734

158,77412/13/2023 430,571 427,806 1,653,741439,136 197,454

136,80612/14/2023 354,651 307,578 1,406,686430,391 177,259

194,00312/15/2023 495,525 259,531 1,637,069439,277 248,732

164,72912/16/2023 414,917 318,939 1,521,296425,118 197,593

176,41512/17/2023 387,278 323,259 1,496,723416,949 192,822

199,71812/18/2023 326,121 272,441 1,581,821416,514 367,027

224,54112/19/2023 443,162 345,220 1,751,351415,158 323,269

200,91112/20/2023 408,300 286,217 1,605,458415,138 294,891

185,37012/21/2023 414,594 362,203 1,532,794177,588 393,039

275,06012/22/2023 451,999 350,167 1,896,249268,001 551,023

258,25212/23/2023 429,469 271,635 1,847,892458,834 429,702

221,79712/24/2023 556,615 367,040 2,147,971486,368 516,151

196,44712/25/2023 455,725 337,352 1,999,184459,152 550,508

188,98812/26/2023 429,923 326,896 1,835,423375,646 513,971

191,23212/27/2023 655,126 541,813 2,315,888478,565 449,153

132,88812/28/2023 484,590 450,738 1,973,340427,152 477,972

136,29712/29/2023 408,959 318,476 1,634,572383,610 387,230

162,70312/30/2023 350,194 273,350 1,554,293382,200 385,845



Date DW 3 gpd DW 8 gpd DW 9 gpd Total gpdDW 10 gpd DW 11 gpd

163,99812/31/2023 391,550 293,245 1,624,416380,959 394,663

AvgAvgAvg

Min

Max

173,406

131,248

275,060

417,996

309,290

655,126

332,043

183,566

551,804

1,644,005

1,284,982

2,315,888

Total 5,375,592 12,957,864 10,293,325 50,964,142

406,127

177,588

486,368

12,589,930

314,433

146,183

551,023

9,747,431



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

12/1/23 7:00 139,666 105 164 166 -14 -13 KG

12/2/23 7:07 139,306 111 176 179 -14 -13 KG

12/3/23 7:09 155,999 108 174 176 -10 -10 KG

12/4/23 7:20 142,697 84 168 167 -14 -13 LV/AB

12/5/23 6:50 198,161 168 153 156 -14 -13 LV

12/6/23 6:50 155,595 99 154 157 -14 -13 LV

12/7/23 6:50 145,597 142 153 155 -14 -13 LV

12/8/23 6:50 131,248 91 172 173 -14 -13 BR

12/9/23 7:00 133,930 90 165 166 -14 -13 BR

12/10/23 6:50 148,933 99 168 169 -14 -14 BR

12/11/23 7:00 165,826 107 172 175 -14 -13 KG/NP

12/12/23 6:50 149,704 146 168 170 -13 -12 KG

12/13/23 6:50 158,774 132 168 171 -14 -13 KG/NP

12/14/23 6:50 136,806 118 182 184 -14 -13 KG

12/15/23 7:00 194,003 86 160 163 -13 -13 EV

12/16/23 7:00 164,729 122 174 175 -13 -13 EV

12/17/23 7:08 176,415 124 178 177 -13 -13 EV

12/18/23 7:00 199,718 164 172 174 -14 -13 BR

12/19/23 7:00 224,541 158 163 165 -14 -13 BR

12/20/23 7:08 200,911 107 178 180 -14 -13 BR

12/21/23 7:00 185,370 120 170 173 -14 -13 BR

12/22/23 7:00 275,060 195 164 166 -14 -13 AB

12/23/23 7:04 258,252 175 168 168 -14 -13 AB

12/24/23 7:05 221,797 136 176 177 -14 -13 AB

12/25/23 6:53 196,447 152 170 169 -14 -13 EV

12/26/23 6:58 188,988 120 176 179 -14 -13 EV

12/27/23 7:00 191,232 167 180 182 -14 -13 EV

12/28/23 7:00 132,888 81 159 161 -14 -13 EV

12/29/23 6:50 136,297 91 158 160 -14 -14 LV

12/30/23 7:02 162,703 122 178 180 -14 -13 LV

12/31/23 6:50 163,998 110 175 182 -13 -13 LV

275,060 195 182 184 -10 -10

131,248 81 153 155 -14 -14

173,406 124 169 171 -14 -13Average

High

Low

DISPOSAL WELL #3 DAILY READINGS

UIC Permit No.: KS-01-173-004

December 2023



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

12/1/23 7:00 430,271 320 174 179 -13 -13 KG

12/2/23 7:07 348,769 112 168 169 -8 -7 KG

12/3/23 7:09 381,237 143 170 168 -10 -9 KG

12/4/23 7:20 393,607 265 168 170 -13 -12 LV/AB

12/5/23 6:50 367,217 188 170 174 -14 -13 LV

12/6/23 6:50 359,005 68 165 167 -13 -12 LV

12/7/23 6:50 343,008 159 172 175 -11 -12 LV

12/8/23 6:50 370,044 262 175 176 -11 -11 BR

12/9/23 7:00 338,274 204 166 168 -12 -12 BR

12/10/23 6:50 309,290 156 175 175 -11 -11 BR

12/11/23 7:00 449,530 272 180 178 -13 -12 KG/NP

12/12/23 6:50 578,342 237 162 160 -13 -13 KG

12/13/23 6:50 430,571 329 176 178 -13 -13 KG/NP

12/14/23 6:50 354,651 297 182 185 -13 -12 KG

12/15/23 7:00 495,525 366 176 176 -10 -10 EV

12/16/23 7:00 414,917 439 160 158 -8 -7 EV

12/17/23 7:08 387,278 222 174 175 -12 -12 EV

12/18/23 7:00 326,121 257 175 177 -13 -13 BR

12/19/23 7:00 443,162 233 164 166 -12 -12 BR

12/20/23 7:08 408,300 262 180 181 -10 -10 BR

12/21/23 7:00 414,594 323 174 176 -13 -13 BR

12/22/23 7:00 451,999 308 164 166 -5 -4 AB

12/23/23 7:04 429,469 215 172 173 -13 -12 AB

12/24/23 7:05 556,615 86 178 179 -13 -12 AB

12/25/23 6:53 455,725 297 184 186 -13 -13 EV

12/26/23 6:58 429,923 324 167 170 -13 -12 EV

12/27/23 7:00 655,126 568 170 172 -14 -13 EV

12/28/23 7:00 484,590 502 167 170 -12 -12 EV

12/29/23 6:50 408,959 270 168 171 -13 -13 LV

12/30/23 7:02 350,194 244 168 172 -12 -12 LV

12/31/23 6:50 391,550 266 170 175 -13 -10 LV

655,126 568 184 186 -5 -4

309,290 68 160 158 -14 -13

417,996 264 171 173 -12 -11

DISPOSAL WELL #8 DAILY READINGS

UIC Permit No.: KS-01-173-007

December 2023

High

Low

Average



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

12/1/23 7:00 298,464 238 180 181 -13 -12 KG

12/2/23 7:07 301,355 100 176 180 -12 -12 KG

12/3/23 7:09 183,566 140 152 154 -12 -12 KG

12/4/23 7:20 360,064 230 162 162 -13 -12 LV/AB

12/5/23 6:50 314,919 206 168 170 -13 -13 LV

12/6/23 6:50 322,990 120 170 173 -13 -14 LV

12/7/23 6:50 336,620 198 173 172 -13 -13 LV

12/8/23 6:50 298,516 242 168 169 -13 -13 BR

12/9/23 7:00 243,899 92 164 165 -12 -12 BR

12/10/23 6:50 252,501 109 175 176 -13 -13 BR

12/11/23 7:00 394,719 252 172 173 -13 -13 KG/NP

12/12/23 6:50 551,804 221 172 174 -14 -13 KG

12/13/23 6:50 427,806 316 178 177 -13 -13 KG/NP

12/14/23 6:50 307,578 263 190 190 -14 -13 KG

12/15/23 7:00 259,531 247 175 175 -6 -6 EV

12/16/23 7:00 318,939 260 186 185 -7 -6 EV

12/17/23 7:08 323,259 258 170 171 -13 -12 EV

12/18/23 7:00 272,441 213 178 180 -13 -13 BR

12/19/23 7:00 345,220 231 169 170 -14 -14 BR

12/20/23 7:08 286,217 130 180 180 -12 -12 BR

12/21/23 7:00 362,203 191 177 177 -13 -13 BR

12/22/23 7:00 350,167 253 182 184 -4 -3 AB

12/23/23 7:04 271,635 220 160 161 -12 -12 AB

12/24/23 7:05 367,040 490 172 172 -14 -13 AB

12/25/23 6:53 337,352 213 164 166 -15 -14 EV

12/26/23 6:58 326,896 214 177 174 -14 -14 EV

12/27/23 7:00 541,813 486 166 168 -14 -13 EV

12/28/23 7:00 450,738 495 172 175 -13 -12 EV

12/29/23 6:50 318,476 203 165 171 -13 -13 LV

12/30/23 7:02 273,350 204 168 171 -14 -14 LV

12/31/23 6:50 293,245 253 170 179 -13 -13 LV

551,804 495 190 190 -4 -3

183,566 92 152 154 -15 -14

332,043 235 172 173 -12 -12

UIC Permit No.: KS-01-173-008

December 2023

Average

High

Low

DISPOSAL WELL #9 DAILY READINGS



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

12/1/23 7:00 423,146 290 170 165 -15 -14 KG

12/2/23 7:07 427,555 309 166 167 -15 -15 KG

12/3/23 7:09 410,088 289 166 167 -15 -15 KG

12/4/23 7:20 402,196 280 164 166 -15 -15 LV/AB

12/5/23 6:50 402,713 277 164 165 -15 -14 LV

12/6/23 6:50 401,880 283 160 167 -15 -15 LV

12/7/23 6:50 401,221 280 164 167 -15 -15 LV

12/8/23 6:50 395,309 277 166 167 -14 -15 BR

12/9/23 7:00 394,340 274 166 167 -15 -15 BR

12/10/23 6:50 419,929 289 168 170 -15 -15 BR

12/11/23 7:00 400,855 290 168 170 -15 -15 KG/NP

12/12/23 6:50 434,938 298 172 170 -15 -15 KG

12/13/23 6:50 439,136 308 168 171 -15 -15 KG/NP

12/14/23 6:50 430,391 300 172 173 -15 -15 KG

12/15/23 7:00 439,277 318 170 170 -14 -14 EV

12/16/23 7:00 425,118 307 170 172 -15 -15 EV

12/17/23 7:08 416,949 289 175 175 -15 -15 EV

12/18/23 7:00 416,514 289 170 173 -15 -15 BR

12/19/23 7:00 415,158 288 174 175 -15 -15 BR

12/20/23 7:08 415,138 288 174 175 -15 -15 BR

12/21/23 7:00 177,588 225 176 178 -15 -15 BR

12/22/23 7:00 268,001 58 180 179 -10 -9 AB

12/23/23 7:04 458,834 345 160 165 -15 -14 AB

12/24/23 7:05 486,368 310 164 165 -15 -14 AB

12/25/23 6:53 459,152 366 176 179 -15 -15 EV

12/26/23 6:58 375,646 250 176 179 -15 -15 EV

12/27/23 7:00 478,565 352 180 181 -15 -15 EV

12/28/23 7:00 427,152 327 170 174 -15 -15 EV

12/29/23 6:50 383,610 261 160 172 -15 -15 LV

12/30/23 7:02 382,200 269 165 171 -15 -15 LV

12/31/23 6:50 380,959 321 168 170 -15 -15 LV

486,368 366 180 181 -10 -9

177,588 58 160 165 -15 -15

406,127 287 169 171 -15 -15Average

DISPOSAL WELL #10 DAILY READINGS

UIC Permit No.: KS-01-173-010

December 2023

High

Low



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

12/1/23 7:00 286,545 204 168 166 -10 -11 KG

12/2/23 7:07 194,304 150 170 171 -13 -14 KG

12/3/23 7:09 252,903 150 174 177 -13 -15 KG

12/4/23 7:20 312,198 208 180 180 -10 -12 LV/AB

12/5/23 6:50 332,181 223 170 172 -12 -15 LV

12/6/23 6:50 243,384 168 170 171 -12 -14 LV

12/7/23 6:50 163,123 109 182 186 -12 -15 LV

12/8/23 6:50 146,183 107 188 186 -14 -15 BR

12/9/23 7:00 174,538 106 170 171 -14 -15 BR

12/10/23 6:50 175,076 119 169 168 -14 -15 BR

12/11/23 7:00 198,960 135 170 171 -14 -14 KG/NP

12/12/23 6:50 219,734 126 172 172 -13 -15 KG

12/13/23 6:50 197,454 128 186 184 -13 -15 KG/NP

12/14/23 6:50 177,259 148 186 191 -13 -15 KG

12/15/23 7:00 248,732 150 172 172 -14 -15 EV

12/16/23 7:00 197,593 146 166 164 -13 -14 EV

12/17/23 7:08 192,822 118 168 166 -14 -15 EV

12/18/23 7:00 367,027 150 176 178 -13 -15 BR

12/19/23 7:00 323,269 220 168 169 -13 -15 BR

12/20/23 7:08 294,891 177 178 178 -12 -15 BR

12/21/23 7:00 393,039 237 163 164 -13 -15 BR

12/22/23 7:00 551,023 395 175 176 -12 -14 AB

12/23/23 7:04 429,702 303 170 171 -12 -14 AB

12/24/23 7:05 516,151 425 188 189 -13 -14 AB

12/25/23 6:53 550,508 364 178 174 -13 -15 EV

12/26/23 6:58 513,971 392 170 172 -13 -14 EV

12/27/23 7:00 449,153 306 169 172 -13 -14 EV

12/28/23 7:00 477,972 401 161 164 -12 -14 EV

12/29/23 6:50 387,230 230 165 170 -13 -15 LV

12/30/23 7:02 385,845 273 180 180 -13 -15 LV

12/31/23 6:50 394,663 247 175 177 -12 -15 LV

551,023 425 188 191 -10 -11

146,183 106 161 164 -14 -15

314,433 213 173 174 -12 -14Average

High

Low

DISPOSAL WELL #11 DAILY READINGS

UIC Permit No.: KS-01-173-011

December 2023



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

0 0 0 0 0 0

#DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0!Average

Low

DISPOSAL WELL #12 DAILY READINGS

UIC Permit No.: KS-01-173-012

December 2023

(this well is not yet drilled)



Date
Time of 
Reading

Daily 
Injection 
Volume 

(864,000 
gallons max.)

Injection Rate 

Gauge 
Annulus 
Pressure 

(>130 psig)

Continuous 
Recorder 
Annulus 
Pressure 

(>130 psig)

Gauge 
Injection 
Pressure 
(<20 psig)

Continuous 
Recorder 
Injection 
Pressure 
(<20 psig)

Initials of 
Person 

Collecting 
Field 

Readings

24-hour gpd gpm psig psig psig psig

0 0 0 0 0 0

#DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0! #DIV/0!

DISPOSAL WELL #14 DAILY READINGS

UIC Permit No.: KS-01-173-014

December 2023

(this well is not yet drilled)

Low

Average



DW #3 DW #8 DW #9 DW #10 DW #11

12/1/23 13 21 19 27 12

12/2/23 14 21 19 29 10

12/3/23 13 21 20 27 9

12/4/23 15 21 20 27 11

12/5/23 13 20 20 27 11

12/6/23 15 20 22 28 11

12/7/23 16 21 23 27 12

12/8/23 16 22 24 26 11

12/9/23 16 21 23 27 11

12/10/23 16 21 21 28 12

12/11/23 17 21 16 25 12

12/12/23 14 22 19 24 9

12/13/23 16 22 18 25 10

12/14/23 20 26 22 27 12

12/15/23 18 22 19 25 13

12/16/23 14 24 19 27 11

12/17/23 17 21 20 28 9

12/18/23 18 26 19 25 12

12/19/23 16 25 20 24 11

12/20/23 14 24 17 25 10

12/21/23 16 25 21 24 12

12/22/23 17 22 20 28 13

12/23/23 17 25 18 28 12

12/24/23 17 24 18 28 12

12/25/23 14 20 15 27 12

12/26/23 13 20 16 24 9

12/27/23 13 22 17 24 9

12/28/23 16 27 23 25 10

12/29/23 16 23 17 25 10

12/30/23 17 23 18 26 12

12/31/23 17 23 17 28 13

Date DW #
Gallons 
Added

* There were no annulus oil additions in December 2023

Annulus Oil Additions

Date

Seal Pot Fluid Level
(level in inches)

ANNULUS OIL REPORT



Pace Analytical Services, Inc.

Kansas Laboratory Certification No. E-10116

Oxychem Disposal Well Analysis

11/27/2023

Sampling Period:

to
12/3/2023

Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

DICHLORODIFLUOROMETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CHLOROMETHANE ug/L < 0.02 113 379 < 0.02 < 0.01

VINYL CHLORIDE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

BROMOMETHANE ug/L < 0.06 < 0.3 < 0.6 < 0.06 < 0.03

CHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

TRICHLOROFLUOROMETHANE ug/L < 0.02 < 0.1 < 0.2 30.7 < 0.01

1,1-DICHLOROETHENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

METHYLENE CHLORIDE ug/L < 0.02 17500 33100 172 63

TRANS-1,2-DICHLOROETHYLENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

1,1-DICHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CIS-1,2-DICHLOROETHYLENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CHLOROFORM ug/L 41.6 34300 49100 2400 33.5

1,1,1-TRICHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CARBON TETRACHLORIDE ug/L < 0.02 5600 7650 2990 < 0.01

BENZENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

1,2-DICHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 83 < 0.01

TRICHLOROETHYLENE ug/L < 0.02 141 < 0.2 131 < 0.01

1,2-DICHLOROPROPANE ug/L < 0.02 < 0.1 < 0.2 178 < 0.01

BROMODICHLOROMETHANE ug/L 52.4 < 0.1 < 0.2 < 0.02 15.2

TRANS-1,3-DICHLOROPROPENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CIS-1,3-DICHLOROPROPENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

1,1,2-TRICHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

TETRACHLOROETHYLENE ug/L < 0.02 880 884 1560 < 0.01

DIBROMOCHLOROMETHANE ug/L 58.6 < 0.1 < 0.2 27.7 25

CHLOROBENZENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

BROMOFORM ug/L 150 < 0.1 < 0.2 32.6 64.2

1,1,2,2-TETRACHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

PHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

ORTHO-CHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

PARA-CHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,6-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4,6-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4,5-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,4-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

3,4-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,5,6-TETRACHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,4,6-TETRACHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

3,4,5-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

PENTACHLOROPHENOL ug/L < 0.15 < 0.15 < 0.15 < 0.15 < 0.15

HEXACHLOROETHANE ug/L < 10 1500 293 77.3 < 10

HEXACHLOROBUTADIENE ug/L < 10 111 72.9 59.6 < 10

HEXACHLOROBENZENE ug/L < 10 653 344 < 10 < 10

A-HEXACHLOROCYCLOHEXANE ug/L < 10 < 50 < 10 < 10 < 10

G-HEXACHLOROCYCLOHEXANE ug/L < 10 < 50 < 10 < 10 < 10

B-HEXACHLOROCYCLOHEXANE ug/L < 10 80.8 < 10 < 10 < 10

D-HEXACHLOROCYCLOHEXANE ug/L < 10 < 50 < 10 < 10 < 10

ANTIMONY ug/L < 0.2 < 0.05 < 0.05 < 0.03 < 0.1

TOTAL CHROMIUM ug/L < 0.1 < 0.025 27.7 < 0.015 < 0.05
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Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

PH SU 9.57 1.41 0.93 11.14 10.63
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Pace Analytical Services, Inc.

Kansas Laboratory Certification No. E-10116

Oxychem Disposal Well Analysis

12/4/2023

Sampling Period:

to
12/10/2023

Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

DICHLORODIFLUOROMETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CHLOROMETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

VINYL CHLORIDE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

BROMOMETHANE ug/L < 0.06 < 0.3 < 0.6 < 0.06 < 0.03

CHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

TRICHLOROFLUOROMETHANE ug/L < 0.02 < 0.1 < 0.2 29.9 < 0.01

1,1-DICHLOROETHENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

METHYLENE CHLORIDE ug/L < 0.02 407 1430 141 11.8

TRANS-1,2-DICHLOROETHYLENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

1,1-DICHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CIS-1,2-DICHLOROETHYLENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CHLOROFORM ug/L 22.6 2670 3290 2170 43.2

1,1,1-TRICHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CARBON TETRACHLORIDE ug/L < 0.02 4940 2530 2800 < 0.01

BENZENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

1,2-DICHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 71.9 < 0.01

TRICHLOROETHYLENE ug/L < 0.02 147 < 0.2 113 < 0.01

1,2-DICHLOROPROPANE ug/L < 0.02 149 < 0.2 166 < 0.01

BROMODICHLOROMETHANE ug/L 27.9 < 0.1 < 0.2 < 0.02 13

TRANS-1,3-DICHLOROPROPENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CIS-1,3-DICHLOROPROPENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

1,1,2-TRICHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

TETRACHLOROETHYLENE ug/L < 0.02 1530 980 1490 < 0.01

DIBROMOCHLOROMETHANE ug/L 40.5 < 0.1 < 0.2 26.3 19.1

CHLOROBENZENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

BROMOFORM ug/L 92.8 < 0.1 < 0.2 22.2 32.7

1,1,2,2-TETRACHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

PHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

ORTHO-CHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

PARA-CHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,6-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4,6-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4,5-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,4-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

3,4-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,5,6-TETRACHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,4,6-TETRACHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

3,4,5-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

PENTACHLOROPHENOL ug/L < 0.15 < 0.15 < 0.15 < 0.15 < 0.15

HEXACHLOROETHANE ug/L < 10 280 592 120 < 10

HEXACHLOROBUTADIENE ug/L < 10 40.6 79 92 < 10

HEXACHLOROBENZENE ug/L < 10 44.6 648 < 10 < 10

A-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 20 < 10 < 10

G-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 20 < 10 < 10

B-HEXACHLOROCYCLOHEXANE ug/L 12.6 < 10 < 20 < 10 < 10

D-HEXACHLOROCYCLOHEXANE ug/L < 10 25.6 < 20 < 10 < 10

ANTIMONY ug/L < 0.2 < 0.05 < 0.05 < 0.03 < 0.1

TOTAL CHROMIUM ug/L < 0.1 < 0.025 < 0.025 < 0.015 < 0.05
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Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

PH SU 10.04 7.54 2.61 8.55 10.81
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Pace Analytical Services, Inc.

Kansas Laboratory Certification No. E-10116

Oxychem Disposal Well Analysis

12/11/2023

Sampling Period:

to
12/17/2023

Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

DICHLORODIFLUOROMETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CHLOROMETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

VINYL CHLORIDE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

BROMOMETHANE ug/L < 0.06 < 0.3 < 0.6 < 0.06 < 0.03

CHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

TRICHLOROFLUOROMETHANE ug/L < 0.02 < 0.1 < 0.2 35.8 < 0.01

1,1-DICHLOROETHENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

METHYLENE CHLORIDE ug/L < 0.02 < 0.1 341 214 < 0.01

TRANS-1,2-DICHLOROETHYLENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

1,1-DICHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CIS-1,2-DICHLOROETHYLENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CHLOROFORM ug/L < 0.02 469 1190 2820 49

1,1,1-TRICHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CARBON TETRACHLORIDE ug/L < 0.02 316 839 3150 < 0.01

BENZENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

1,2-DICHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 75.5 < 0.01

TRICHLOROETHYLENE ug/L < 0.02 < 0.1 < 0.2 115 < 0.01

1,2-DICHLOROPROPANE ug/L < 0.02 < 0.1 < 0.2 162 < 0.01

BROMODICHLOROMETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 10.8

TRANS-1,3-DICHLOROPROPENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

CIS-1,3-DICHLOROPROPENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

1,1,2-TRICHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

TETRACHLOROETHYLENE ug/L < 0.02 230 422 1550 < 0.01

DIBROMOCHLOROMETHANE ug/L 39.2 < 0.1 < 0.2 23.3 20.3

CHLOROBENZENE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

BROMOFORM ug/L 169 < 0.1 < 0.2 37.9 57

1,1,2,2-TETRACHLOROETHANE ug/L < 0.02 < 0.1 < 0.2 < 0.02 < 0.01

PHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

ORTHO-CHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

PARA-CHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,6-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4,6-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4,5-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,4-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

3,4-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,5,6-TETRACHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,4,6-TETRACHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

3,4,5-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

PENTACHLOROPHENOL ug/L < 0.15 < 0.15 < 0.15 < 0.15 < 0.15

HEXACHLOROETHANE ug/L < 10 19.2 41.5 69.5 11.5

HEXACHLOROBUTADIENE ug/L < 10 16.4 24.6 60.3 10.3

HEXACHLOROBENZENE ug/L < 10 < 10 31.2 < 10 < 10

A-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 10 < 10 < 10

G-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 10 < 10 < 10

B-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 10 < 10 < 10

D-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 10 < 10 < 10

ANTIMONY ug/L < 0.01 < 0.01 < 0.01 < 0.01 < 0.01

TOTAL CHROMIUM ug/L < 0.005 < 0.005 5.5 < 0.005 < 0.005
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Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

PH SU 9.89 0.81 2.11 1.3 9.13
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Pace Analytical Services, Inc.

Kansas Laboratory Certification No. E-10116

Oxychem Disposal Well Analysis

12/18/2023

Sampling Period:

to
12/24/2023

Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

DICHLORODIFLUOROMETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

CHLOROMETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

VINYL CHLORIDE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

BROMOMETHANE ug/L < 0.3 < 0.3 < 0.6 < 0.06 < 0.03

CHLOROETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

TRICHLOROFLUOROMETHANE ug/L < 0.1 < 0.1 < 0.2 29.8 < 0.01

1,1-DICHLOROETHENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

METHYLENE CHLORIDE ug/L < 0.1 < 0.1 < 0.2 237 14

TRANS-1,2-DICHLOROETHYLENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

1,1-DICHLOROETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

CIS-1,2-DICHLOROETHYLENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

CHLOROFORM ug/L < 0.1 596 895 2980 89.5

1,1,1-TRICHLOROETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

CARBON TETRACHLORIDE ug/L < 0.1 436 694 3420 < 0.01

BENZENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

1,2-DICHLOROETHANE ug/L < 0.1 < 0.1 < 0.2 81.9 < 0.01

TRICHLOROETHYLENE ug/L < 0.1 < 0.1 < 0.2 134 < 0.01

1,2-DICHLOROPROPANE ug/L < 0.1 < 0.1 < 0.2 189 < 0.01

BROMODICHLOROMETHANE ug/L < 0.1 < 0.1 < 0.2 23.4 15.1

TRANS-1,3-DICHLOROPROPENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

CIS-1,3-DICHLOROPROPENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

1,1,2-TRICHLOROETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

TETRACHLOROETHYLENE ug/L < 0.1 307 454 1810 < 0.01

DIBROMOCHLOROMETHANE ug/L < 0.1 < 0.1 < 0.2 44 31

CHLOROBENZENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

BROMOFORM ug/L 152 < 0.1 < 0.2 70.5 86.9

1,1,2,2-TETRACHLOROETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

PHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

ORTHO-CHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

PARA-CHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,6-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4,6-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4,5-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,4-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

3,4-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,5,6-TETRACHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,4,6-TETRACHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

3,4,5-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

PENTACHLOROPHENOL ug/L < 0.15 < 0.15 < 0.15 < 0.15 < 0.15

HEXACHLOROETHANE ug/L < 10 22.9 144 100 < 10

HEXACHLOROBUTADIENE ug/L < 10 19.6 140 75.4 < 10

HEXACHLOROBENZENE ug/L < 10 29.8 4510 < 10 < 10

A-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 50 < 10 < 10

G-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 50 < 10 < 10

B-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 50 < 10 < 10

D-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 50 < 10 < 10

ANTIMONY ug/L < 0.2 < 0.05 < 0.05 < 0.03 < 0.1

TOTAL CHROMIUM ug/L < 0.1 < 0.025 < 0.025 15 < 0.05
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Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

PH SU 9.83 1.2 2.5 1.68 12.4
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Pace Analytical Services, Inc.

Kansas Laboratory Certification No. E-10116

Oxychem Disposal Well Analysis

12/25/2023

Sampling Period:

to
12/31/2023

Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

DICHLORODIFLUOROMETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

CHLOROMETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

VINYL CHLORIDE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

BROMOMETHANE ug/L < 0.3 < 0.3 < 0.6 < 0.06 < 0.03

CHLOROETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

TRICHLOROFLUOROMETHANE ug/L < 0.1 < 0.1 < 0.2 31.3 < 0.01

1,1-DICHLOROETHENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

METHYLENE CHLORIDE ug/L < 0.1 < 0.1 < 0.2 203 11.8

TRANS-1,2-DICHLOROETHYLENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

1,1-DICHLOROETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

CIS-1,2-DICHLOROETHYLENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

CHLOROFORM ug/L < 0.1 715 736 2630 148

1,1,1-TRICHLOROETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

CARBON TETRACHLORIDE ug/L < 0.1 579 505 3140 < 0.01

BENZENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

1,2-DICHLOROETHANE ug/L < 0.1 < 0.1 < 0.2 73.5 < 0.01

TRICHLOROETHYLENE ug/L < 0.1 < 0.1 < 0.2 118 < 0.01

1,2-DICHLOROPROPANE ug/L < 0.1 < 0.1 < 0.2 169 < 0.01

BROMODICHLOROMETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 41.1

TRANS-1,3-DICHLOROPROPENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

CIS-1,3-DICHLOROPROPENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

1,1,2-TRICHLOROETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

TETRACHLOROETHYLENE ug/L < 0.1 432 369 1710 < 0.01

DIBROMOCHLOROMETHANE ug/L < 0.1 < 0.1 < 0.2 38.6 89.5

CHLOROBENZENE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

BROMOFORM ug/L 233 < 0.1 < 0.2 60.5 213

1,1,2,2-TETRACHLOROETHANE ug/L < 0.1 < 0.1 < 0.2 < 0.02 < 0.01

PHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

ORTHO-CHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

PARA-CHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,6-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4,6-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,4,5-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,4-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

3,4-DICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,5,6-TETRACHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

2,3,4,6-TETRACHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

3,4,5-TRICHLOROPHENOL ug/L < 0.05 < 0.05 < 0.05 < 0.05 < 0.05

PENTACHLOROPHENOL ug/L < 0.15 < 0.15 < 0.15 < 0.15 < 0.15

HEXACHLOROETHANE ug/L < 10 < 10 11.6 48.9 < 10

HEXACHLOROBUTADIENE ug/L < 10 < 10 < 10 34.6 < 10

HEXACHLOROBENZENE ug/L < 10 < 10 10.9 < 10 < 10

A-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 10 < 10 < 10

G-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 10 < 10 < 10

B-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 10 < 10 < 10

D-HEXACHLOROCYCLOHEXANE ug/L < 10 < 10 < 10 < 10 < 10

ANTIMONY ug/L < 0.2 < 0.05 < 0.05 < 0.03 < 0.1

TOTAL CHROMIUM ug/L < 0.1 < 0.025 < 0.025 < 0.015 < 0.05
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Parameter DW #3 DW #8 DW #9 DW #10 DW #11

pH Permit Limit: >=4.0 Monitor Monitor MonitorMonitor

PH SU 9.29 1.92 5.53 2.72 12.37
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Specific Gravity Weighted Average

Avg Flow Avg SPG LBS

DW #3 10/8/2023 142.1 1.09 1302108510/2/2023

DW #8 319.9 1.03 27699890

DW #9 268.7 1.03 23266522

730.7 63987497Total

DW #3 10/15/2023 106.6 1.13 1012656710/9/2023

DW #8 260.9 1.04 22810458

DW #9 201.3 1.01 17091955

568.8 50028979Total

DW #3 10/22/2023 83.2 1.13 790366210/16/2023

DW #8 247.6 1.05 21855791

DW #9 219.5 1.02 18821805

550.3 48581258Total

DW #3 10/29/2023 100.2 1.09 918165110/23/2023

DW #8 333.8 1.03 28903480

DW #9 247.1 1.03 21396195

681.1 59481327Total

DW #3 11/5/2023 94 1.1 869254810/30/2023

DW #8 281.9 1.04 24646485

DW #9 227 1.03 19655752

602.9 52994786Total

DW #3 11/12/2023 50.8 1.11 474038111/6/2023

DW #8 282 1.04 24655228

DW #9 238.9 1.04 20887000

571.7 50282610Total

DW #3 11/19/2023 105.5 1.08 957861711/13/2023

DW #8 194.3 1.02 16660942

DW #9 148.1 1.02 12699359

447.9 38938918Total

DW #3 11/26/2023 91.4 1.1 845211611/20/2023

DW #8 280.3 1.04 24506598

DW #9 212.2 1.03 18374232

583.9 51332946Total

DW #3 12/3/2023 92.2 1.11 860360511/27/2023

DW #8 285.1 1.03 24686585

DW #9 203.2 1.02 17424104

580.5 50714295Total

DW #3 12/10/2023 104.7 1.09 959400112/4/2023

DW #8 246 1.03 21300947

DW #9 211.2 1.03 18287642

561.9 49182591Total
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Avg Flow Avg SPG LBS

DW #3 12/17/2023 113.7 1.1 1051428512/11/2023

DW #8 308.6 1.04 26980863

DW #9 256.3 1.03 22192816

678.6 59687964Total

DW #3 12/24/2023 155.3 1.11 1449175612/18/2023

DW #8 300.6 1.04 26281424

DW #9 223.7 1.03 19370008

679.6 60143188Total

DW #3 12/31/2023 116.3 1.12 1095025712/25/2023

DW #8 315 1.05 27805226

DW #9 252.1 1.06 22464942

683.4 61220425Total

609.3 696576784Average of Weekly Totals Sum of All LBS 1.0460Weighted SPG
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Specific Gravity Weighted Average (Range1.01 - 1.08)

Avg Flow Avg SPG LBS

DW #10 10/8/2023 352.3 1.0400 3080155010/2/2023

DW #10 10/15/2023 300.8 1.0300 2604603610/9/2023

DW #10 10/22/2023 260 1.0300 2251319610/16/2023

DW #10 10/29/2023 268.3 1.0500 2368299110/23/2023

DW #10 11/5/2023 229 1.0300 1982893010/30/2023

DW #10 11/12/2023 202.9 1.0300 1756895211/6/2023

DW #10 11/19/2023 240 1.0200 2057965111/13/2023

DW #10 11/26/2023 300.4 1.0200 2575886311/20/2023

DW #10 12/3/2023 290.1 1.0200 2487565311/27/2023

DW #10 12/10/2023 279.5 1.0200 2396671812/4/2023

DW #10 12/17/2023 296.2 1.0200 2539871912/11/2023

DW #10 12/24/2023 261.6 1.0200 2243181912/18/2023

DW #10 12/31/2023 286.4 1.0300 2479915112/25/2023

274.4 308252229Avg Flow 1.0278Weighted SPGSum LBS
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Specific Gravity Weighted Average (Range1.01 - 1.08)

Avg Flow Avg SPG LBS

DW #11 10/8/2023 137.4 1.0600 1224388310/2/2023

DW #11 10/15/2023 158.8 1.0600 1415086410/9/2023

DW #11 10/22/2023 136.7 1.0400 1195166610/16/2023

DW #11 10/29/2023 172.5 1.0400 1508165610/23/2023

DW #11 11/5/2023 154.6 1.0400 1351666110/30/2023

DW #11 11/12/2023 152 1.0500 1341712511/6/2023

DW #11 11/19/2023 141.9 1.0400 1240630111/13/2023

DW #11 11/26/2023 157.4 1.0300 1362914311/20/2023

DW #11 12/3/2023 162.9 1.0100 1383149211/27/2023

DW #11 12/10/2023 153.4 1.0400 1341174512/4/2023

DW #11 12/17/2023 142.1 1.0500 1254324712/11/2023

DW #11 12/24/2023 285.2 1.0400 2493500412/18/2023

DW #11 12/31/2023 313.4 1.0500 2766399412/25/2023

174.5 198782779Avg Flow 1.0424Weighted SPGSum LBS
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Specific Gravity Weighted Average

Avg Flow Avg SPG LBS

DW #3 10/8/2023 142.1 1.09 1302108510/2/2023

DW #8 319.9 1.03 27699890

DW #9 268.7 1.03 23266522

DW #10 352.3 1.04 30801550

DW #11 137.4 1.06 12243883

1220.4 107032930Total

DW #3 10/15/2023 106.6 1.13 1012656710/9/2023

DW #8 260.9 1.04 22810458

DW #9 201.3 1.01 17091955

DW #10 300.8 1.03 26046036

DW #11 158.8 1.06 14150864

1028.4 90225879Total

DW #3 10/22/2023 83.2 1.13 790366210/16/2023

DW #8 247.6 1.05 21855791

DW #9 219.5 1.02 18821805

DW #10 260 1.03 22513196

DW #11 136.7 1.04 11951666

947 83046120Total

DW #3 10/29/2023 100.2 1.09 918165110/23/2023

DW #8 333.8 1.03 28903480

DW #9 247.1 1.03 21396195

DW #10 268.3 1.05 23682991

DW #11 172.5 1.04 15081656

1121.9 98245974Total

DW #3 11/5/2023 94 1.1 869254810/30/2023

DW #8 281.9 1.04 24646485

DW #9 227 1.03 19655752

DW #10 229 1.03 19828930

DW #11 154.6 1.04 13516661

986.5 86340377Total

DW #3 11/12/2023 50.8 1.11 474038111/6/2023

DW #8 282 1.04 24655228

DW #9 238.9 1.04 20887000

DW #10 202.9 1.03 17568952

DW #11 152 1.05 13417125

926.6 81268687Total
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Avg Flow Avg SPG LBS

DW #3 11/19/2023 105.5 1.08 957861711/13/2023

DW #8 194.3 1.02 16660942

DW #9 148.1 1.02 12699359

DW #10 240 1.02 20579651

DW #11 141.9 1.04 12406301

829.8 71924870Total

DW #3 11/26/2023 91.4 1.1 845211611/20/2023

DW #8 280.3 1.04 24506598

DW #9 212.2 1.03 18374232

DW #10 300.4 1.02 25758863

DW #11 157.4 1.03 13629143

1041.7 90720951Total

DW #3 12/3/2023 92.2 1.11 860360511/27/2023

DW #8 285.1 1.03 24686585

DW #9 203.2 1.02 17424104

DW #10 290.1 1.02 24875653

DW #11 162.9 1.01 13831492

1033.5 89421440Total

DW #3 12/10/2023 104.7 1.09 959400112/4/2023

DW #8 246 1.03 21300947

DW #9 211.2 1.03 18287642

DW #10 279.5 1.02 23966718

DW #11 153.4 1.04 13411745

994.8 86561053Total

DW #3 12/17/2023 113.7 1.1 1051428512/11/2023

DW #8 308.6 1.04 26980863

DW #9 256.3 1.03 22192816

DW #10 296.2 1.02 25398719

DW #11 142.1 1.05 12543247

1116.9 97629930Total

DW #3 12/24/2023 155.3 1.11 1449175612/18/2023

DW #8 300.6 1.04 26281424

DW #9 223.7 1.03 19370008

DW #10 261.6 1.02 22431819

DW #11 285.2 1.04 24935004

1226.4 107510011Total

DW #3 12/31/2023 116.3 1.12 1095025712/25/2023

DW #8 315 1.05 27805226

DW #9 252.1 1.06 22464942

DW #10 286.4 1.03 24799151

DW #11 313.4 1.05 27663994

1283.2 113683570Total
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Avg Flow Avg SPG LBS

1058.2 1203611792Average of Weekly Totals Sum of All LBS 1.0407Weighted SPG
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