Facility Well Name \Wheatland Electric #1
Submitted 07/01/2024

KOLAR Document ID: 1784536

UIC Permit# K S-01-055-003
Approved 07/02/2024

Month June

Year 2024

KOLAR Document ID 1784536

Class |-V Injection Well Monthly Monitoring

Summary of Monthly Report

Number of days injection occurred: 30

Barrels per Day Maximum: 44,571

Annulus Pressure

Injection Pressure

psig min 60
Injection Volume Injection Rate Gauge Cont. Record Gauge Cont. Record Amount Added to
Barrels per Day Barrels per Minute psig psig psig psig Seal Pot
Monthly Average 11.866 10.94 333 333 -84 -2.6
Monthly Maximum 16,214 15.19 384 384 7.0 7.3
Monthly Minimum 7,619 5.86 305 305 -25.0 -12.1
Monthly Total 355,976

Summary of Continuous Recorder Data

Maximum Annulus Pressure

psig

Minimum Annulus Pressure

psig

Maximum Injection Pressure

psig

Minimum Injection Pressure

463.00

272.00

9.60

-25.00

Comments:

v2019a




KOLAR Document ID: 1784536

Wheatland Electric #1 06/2024
Daily Recorder Data
Day | Time Injection Injection Annulus Annulus Injection Injection Seal Pot Type of Amount of Initials of | \eter
Volume Rate Pressure Pres_sure Pressure Pres_sure Fluid Level Fluid Fluid CoIIe_ctor of Reading
(Gauge) (Continuous (Gauge) (Continuous Added to Added to Field
Barrels Per Berrels Per Recorder) Recorder) Seal Pot Seal Pot Recordings
24 hr | Day Minute psig psig +/- +/- inches gallons 3736737

1 07:35| 14,285.71 | 14.62 343 343.0 5 5.2 27 PB 3,737,337.0
2 07:05] 10,833.33 | 14.79 353 353.0 6 6.2 27 PB 3,737,792.0
3 07:50( 11,19048 | 7.17 308 308.0 -25 -11.9 27 PB 3,738,262.0
4 07:45] 10,404.76 | 7.26 305 305.0 -25 -11.8 27 PB 3,738,699.0
5 07:45| 13,976.19 | 14.29 338 338.0 1 0.9 27 PB 3.739,286.0
6 07:40| 7,619.05 15.19 384 384.0 7 7.0 27 PB 3,739,606.0
7 07:45| 15,833.33 | 14.43 346 346.0 3 2.8 27 PB 3,740,271.0
8 07:40| 10,761.90 | 7.05 313 313.0 -25 -11.9 27 FL 3,740,723.0
9 07:30] 10,357.14 | 7.31 308 308.0 -25 -12.0 27 FL 3,741,158.0
10 07:45] 10,595.24 | 7.29 308 308.0 -25 -12.0 27 FL 3,741,603.0
11 07:50| 12,214.29 | 15.10 364 364.0 7 7.3 27 PB 3,742,116.0
12 07:50| 12,476.19 | 14.74 353 353.0 6 6.6 27 FL 3,742,640.0
13 07:50] 11,380.95 | 7.05 313 313.0 -25 -11.9 27 FL 3,743,118.0
14 06:05| 11,952.38 | 14.52 349 349.0 5 5.2 27 PS 3,743,620.0
15 07:35] 11,619.05 | 5.86 310 310.0 -25 -11.8 27 PS 3,744,108.0
16 07:35] 10,857.14 | 7.29 307 307.0 -25 -11.8 27 PS 3,744,564.0
17 06:10] 10,976.19 | 6.55 324 324.0 -25 -11.7 27 PS 3,745,025.0
18 07:45| 12,428.57 | 6.57 320 320.0 -25 -12.1 27 PB 3,745,547.0
19 07:40] 9,476.19 6.64 313 313.0 -25 35 27 FL 3,745,945.0
20 07:50| 15,404.76 | 14.31 344 344.0 3 6.3 27 PB 3,746,592.0
21 08:20| 11,047.62 | 14.55 353 353.0 6 34 27 PB 3,747,056.0
22 07:40| 12,571.43 | 14.36 347 347.0 3 2.6 27 PB 3,747,584.0
23 08:05| 12,238.10 | 14.33 345 345.0 3 2.7 27 PB 3.748,098.0
24 07:50| 12,023.81 | 14.33 344 344.0 3 2.7 27 PB 3,748,603.0
25 07:50| 12,666.67 | 14.33 344 344.0 3 -11.9 27 PB 3,749,135.0
26 07:40| 10,857.14 | 6.55 320 320.0 -25 -11.8 27 PB 3,749,591.0
27 07:45] 16,214.29 | 6.67 342 342.0 4 4.8 27 PB 3,750,272.0
28 07:45] 11,142.86 | 14.24 342 342.0 4 4.8 27 PB 3,750,740.0
29 07:35] 12,333.33 | 14.29 345 345.0 3 3.2 27 FL 3,751,258.0
30 07:55| 10,238.10 | 6.55 313 313.0 -25 -12.0 27 FL 3,751,688.0




KOLAR Document ID: 1784536
Wheatland Electric #1 06/2024

Weekly Injectate Samples

Kansas Lab Certificate Number E-10150

Week Temperature pH Chloride

Fgﬁrgerr?s; t Date Starr]]ciitzrd Date conce(n:ltration Sgr?]t;e S[;?Tt]iul

(mgll) Collected Analysed

1 63.00 06/03/2024 7.19 06/03/2024 | 637.0 06/03/2024 06/05/2024
2 62.90 06/10/2024 7.14 06/10/2024 | 638.0 06/10/2024 06/13/2024
3 63.40 06/17/2024 7.15 06/17/2024 | 660.0 06/17/2024 06/19/2024
4 62.40 06/24/2024 7.13 06/24/2024 | 680.0 06/24/2024 06/28/2024
5

No monthly injectate samples required.




	c1_uic_permit: KS-01-055-003
	c1_year: 2024
	klr_doc_id: 1784536
	c1_remarks: 
	pdf_facility_well_name: Wheatland Electric #1
	c1_version: v2019a
	pdf_month_name: June
	pdf_mon_inj_vol_avg: 11,866
	pdf_mon_inj_vol_max: 16,214
	pdf_mon_inj_vol_min: 7,619
	pdf_mon_inj_vol_tot: 355,976
	pdf_mon_seal_pot_avg: 
	pdf_mon_seal_pot_max: 
	pdf_mon_seal_pot_min: 
	pdf_mon_seal_pot_tot: 
	pdf_mon_inj_rate_avg: 10.94
	pdf_mon_inj_rate_max: 15.19
	pdf_mon_inj_rate_min: 5.86
	pdf_mon_ann_guage_avg: 333
	pdf_mon_ann_guage_max: 384
	pdf_mon_ann_guage_min: 305
	pdf_mon_ann_contin_avg: 333
	pdf_mon_ann_contin_max: 384
	pdf_mon_ann_contin_min: 305
	pdf_mon_inj_guage_avg: -8.4
	pdf_mon_inj_guage_max: 7.0
	pdf_mon_inj_guage_min: -25.0
	pdf_mon_inj_contin_min: -12.1
	pdf_mon_inj_contin_avg: -2.6
	pdf_mon_inj_contin_max: 7.3
	c1_ann_pressure_max_cont: 463.00
	c1_ann_pressure_min_cont: 272.00
	c1_inj_pressure_max_cont: 9.60
	c1_inj_pressure_min_cont: -25.00
	c1_submitted: 07/01/2024
	pdf_mon_inj_days: 30
	klr_approved: 07/02/2024
	undrilled: 
	pdf_permit_inj_min_pressure: 60
	pdf_permit_inj_max_daily: 44,571
	d1_time: 07:35
	d1_inj_volume: 14,285.71
	d1_inj_rate: 14.62
	d1_ann_pressure_guage: 343
	d1_ann_pressure_daily_cont: 343.0
	d1_inj_pressure_guage: 5
	d1_inj_pressure_daily_cont: 5.2
	d1_seal_pot_fluid_level: 27
	d1_seal_pot_fluid_type: 
	d1_seal_pot_fluid_added: 
	d1_operator_initials: PB
	d1_day: 1
	d2_time: 07:05
	d2_inj_volume: 10,833.33
	d2_inj_rate: 14.79
	d2_ann_pressure_guage: 353
	d2_ann_pressure_daily_cont: 353.0
	d2_inj_pressure_guage: 6
	d2_inj_pressure_daily_cont: 6.2
	d2_seal_pot_fluid_level: 27
	d2_seal_pot_fluid_type: 
	d2_seal_pot_fluid_added: 
	d2_operator_initials: PB
	d2_day: 2
	d3_time: 07:50
	d3_inj_volume: 11,190.48
	d3_inj_rate: 7.17
	d3_ann_pressure_guage: 308
	d3_ann_pressure_daily_cont: 308.0
	d3_inj_pressure_guage: -25
	d3_inj_pressure_daily_cont: -11.9
	d3_seal_pot_fluid_level: 27
	d3_seal_pot_fluid_type: 
	d3_seal_pot_fluid_added: 
	d3_operator_initials: PB
	d3_day: 3
	d4_time: 07:45
	d4_inj_volume: 10,404.76
	d4_inj_rate: 7.26
	d4_ann_pressure_guage: 305
	d4_ann_pressure_daily_cont: 305.0
	d4_inj_pressure_guage: -25
	d4_inj_pressure_daily_cont: -11.8
	d4_seal_pot_fluid_level: 27
	d4_seal_pot_fluid_type: 
	d4_seal_pot_fluid_added: 
	d4_operator_initials: PB
	d4_day: 4
	d5_time: 07:45
	d5_inj_volume: 13,976.19
	d5_inj_rate: 14.29
	d5_ann_pressure_guage: 338
	d5_ann_pressure_daily_cont: 338.0
	d5_inj_pressure_guage: 1
	d5_inj_pressure_daily_cont: 0.9
	d5_seal_pot_fluid_level: 27
	d5_seal_pot_fluid_type: 
	d5_seal_pot_fluid_added: 
	d5_operator_initials: PB
	d5_day: 5
	d6_time: 07:40
	d6_inj_volume: 7,619.05
	d6_inj_rate: 15.19
	d6_ann_pressure_guage: 384
	d6_ann_pressure_daily_cont: 384.0
	d6_inj_pressure_guage: 7
	d6_inj_pressure_daily_cont: 7.0
	d6_seal_pot_fluid_level: 27
	d6_seal_pot_fluid_type: 
	d6_seal_pot_fluid_added: 
	d6_operator_initials: PB
	d6_day: 6
	d7_time: 07:45
	d7_inj_volume: 15,833.33
	d7_inj_rate: 14.43
	d7_ann_pressure_guage: 346
	d7_ann_pressure_daily_cont: 346.0
	d7_inj_pressure_guage: 3
	d7_inj_pressure_daily_cont: 2.8
	d7_seal_pot_fluid_level: 27
	d7_seal_pot_fluid_type: 
	d7_seal_pot_fluid_added: 
	d7_operator_initials: PB
	d7_day: 7
	d8_time: 07:40
	d8_inj_volume: 10,761.90
	d8_inj_rate: 7.05
	d8_ann_pressure_guage: 313
	d8_ann_pressure_daily_cont: 313.0
	d8_inj_pressure_guage: -25
	d8_inj_pressure_daily_cont: -11.9
	d8_seal_pot_fluid_level: 27
	d8_seal_pot_fluid_type: 
	d8_seal_pot_fluid_added: 
	d8_operator_initials: FL
	d8_day: 8
	d9_time: 07:30
	d9_inj_volume: 10,357.14
	d9_inj_rate: 7.31
	d9_ann_pressure_guage: 308
	d9_ann_pressure_daily_cont: 308.0
	d9_inj_pressure_guage: -25
	d9_inj_pressure_daily_cont: -12.0
	d9_seal_pot_fluid_level: 27
	d9_seal_pot_fluid_type: 
	d9_seal_pot_fluid_added: 
	d9_operator_initials: FL
	d9_day: 9
	d10_time: 07:45
	d10_inj_volume: 10,595.24
	d10_inj_rate: 7.29
	d10_ann_pressure_guage: 308
	d10_ann_pressure_daily_cont: 308.0
	d10_inj_pressure_guage: -25
	d10_inj_pressure_daily_cont: -12.0
	d10_seal_pot_fluid_level: 27
	d10_seal_pot_fluid_type: 
	d10_seal_pot_fluid_added: 
	d10_operator_initials: FL
	d10_day: 10
	d11_time: 07:50
	d11_inj_volume: 12,214.29
	d11_inj_rate: 15.10
	d11_ann_pressure_guage: 364
	d11_ann_pressure_daily_cont: 364.0
	d11_inj_pressure_guage: 7
	d11_inj_pressure_daily_cont: 7.3
	d11_seal_pot_fluid_level: 27
	d11_seal_pot_fluid_type: 
	d11_seal_pot_fluid_added: 
	d11_operator_initials: PB
	d11_day: 11
	d12_time: 07:50
	d12_inj_volume: 12,476.19
	d12_inj_rate: 14.74
	d12_ann_pressure_guage: 353
	d12_ann_pressure_daily_cont: 353.0
	d12_inj_pressure_guage: 6
	d12_inj_pressure_daily_cont: 6.6
	d12_seal_pot_fluid_level: 27
	d12_seal_pot_fluid_type: 
	d12_seal_pot_fluid_added: 
	d12_operator_initials: FL
	d12_day: 12
	d13_time: 07:50
	d14_time: 06:05
	d13_inj_volume: 11,380.95
	d14_inj_volume: 11,952.38
	d13_inj_rate: 7.05
	d14_inj_rate: 14.52
	d13_ann_pressure_guage: 313
	d14_ann_pressure_guage: 349
	d13_ann_pressure_daily_cont: 313.0
	d14_ann_pressure_daily_cont: 349.0
	d13_inj_pressure_guage: -25
	d14_inj_pressure_guage: 5
	d13_inj_pressure_daily_cont: -11.9
	d14_inj_pressure_daily_cont: 5.2
	d13_seal_pot_fluid_level: 27
	d14_seal_pot_fluid_level: 27
	d13_seal_pot_fluid_type: 
	d14_seal_pot_fluid_type: 
	d13_seal_pot_fluid_added: 
	d14_seal_pot_fluid_added: 
	d13_operator_initials: FL
	d14_operator_initials: PS
	d13_day: 13
	d14_day: 14
	d15_time: 07:35
	d15_inj_volume: 11,619.05
	d15_inj_rate: 5.86
	d15_ann_pressure_guage: 310
	d15_ann_pressure_daily_cont: 310.0
	d15_inj_pressure_guage: -25
	d15_inj_pressure_daily_cont: -11.8
	d15_seal_pot_fluid_level: 27
	d15_seal_pot_fluid_type: 
	d15_seal_pot_fluid_added: 
	d15_operator_initials: PS
	d15_day: 15
	d16_time: 07:35
	d16_inj_volume: 10,857.14
	d16_inj_rate: 7.29
	d16_ann_pressure_guage: 307
	d16_ann_pressure_daily_cont: 307.0
	d16_inj_pressure_guage: -25
	d16_inj_pressure_daily_cont: -11.8
	d16_seal_pot_fluid_level: 27
	d16_seal_pot_fluid_type: 
	d16_seal_pot_fluid_added: 
	d16_operator_initials: PS
	d16_day: 16
	d17_time: 06:10
	d17_inj_volume: 10,976.19
	d17_inj_rate: 6.55
	d17_ann_pressure_guage: 324
	d17_ann_pressure_daily_cont: 324.0
	d17_inj_pressure_guage: -25
	d17_inj_pressure_daily_cont: -11.7
	d17_seal_pot_fluid_level: 27
	d17_seal_pot_fluid_type: 
	d17_seal_pot_fluid_added: 
	d17_operator_initials: PS
	d17_day: 17
	d18_time: 07:45
	d18_inj_volume: 12,428.57
	d18_inj_rate: 6.57
	d18_ann_pressure_guage: 320
	d18_ann_pressure_daily_cont: 320.0
	d18_inj_pressure_guage: -25
	d18_inj_pressure_daily_cont: -12.1
	d18_seal_pot_fluid_level: 27
	d18_seal_pot_fluid_type: 
	d18_seal_pot_fluid_added: 
	d18_operator_initials: PB
	d18_day: 18
	d19_time: 07:40
	d19_inj_volume: 9,476.19
	d19_inj_rate: 6.64
	d19_ann_pressure_guage: 313
	d19_ann_pressure_daily_cont: 313.0
	d19_inj_pressure_guage: -25
	d19_inj_pressure_daily_cont: 3.5
	d19_seal_pot_fluid_level: 27
	d19_seal_pot_fluid_type: 
	d19_seal_pot_fluid_added: 
	d19_operator_initials: FL
	d19_day: 19
	d20_time: 07:50
	d20_inj_volume: 15,404.76
	d20_inj_rate: 14.31
	d20_ann_pressure_guage: 344
	d20_ann_pressure_daily_cont: 344.0
	d20_inj_pressure_guage: 3
	d20_inj_pressure_daily_cont: 6.3
	d20_seal_pot_fluid_level: 27
	d20_seal_pot_fluid_type: 
	d20_seal_pot_fluid_added: 
	d20_operator_initials: PB
	d20_day: 20
	d30_time: 07:55
	d30_inj_volume: 10,238.10
	d30_inj_rate: 6.55
	d30_ann_pressure_guage: 313
	d30_ann_pressure_daily_cont: 313.0
	d30_inj_pressure_guage: -25
	d30_inj_pressure_daily_cont: -12.0
	d30_seal_pot_fluid_level: 27
	d30_seal_pot_fluid_type: 
	d30_seal_pot_fluid_added: 
	d30_operator_initials: FL
	d30_day: 30
	d21_time: 08:20
	d22_time: 07:40
	d23_time: 08:05
	d24_time: 07:50
	d21_inj_volume: 11,047.62
	d22_inj_volume: 12,571.43
	d23_inj_volume: 12,238.10
	d24_inj_volume: 12,023.81
	d21_inj_rate: 14.55
	d22_inj_rate: 14.36
	d23_inj_rate: 14.33
	d24_inj_rate: 14.33
	d21_ann_pressure_guage: 353
	d22_ann_pressure_guage: 347
	d23_ann_pressure_guage: 345
	d24_ann_pressure_guage: 344
	d21_ann_pressure_daily_cont: 353.0
	d22_ann_pressure_daily_cont: 347.0
	d23_ann_pressure_daily_cont: 345.0
	d24_ann_pressure_daily_cont: 344.0
	d21_inj_pressure_guage: 6
	d22_inj_pressure_guage: 3
	d23_inj_pressure_guage: 3
	d24_inj_pressure_guage: 3
	d21_inj_pressure_daily_cont: 3.4
	d22_inj_pressure_daily_cont: 2.6
	d23_inj_pressure_daily_cont: 2.7
	d24_inj_pressure_daily_cont: 2.7
	d21_seal_pot_fluid_level: 27
	d22_seal_pot_fluid_level: 27
	d23_seal_pot_fluid_level: 27
	d24_seal_pot_fluid_level: 27
	d21_seal_pot_fluid_type: 
	d22_seal_pot_fluid_type: 
	d23_seal_pot_fluid_type: 
	d24_seal_pot_fluid_type: 
	d21_seal_pot_fluid_added: 
	d22_seal_pot_fluid_added: 
	d23_seal_pot_fluid_added: 
	d24_seal_pot_fluid_added: 
	d21_operator_initials: PB
	d22_operator_initials: PB
	d23_operator_initials: PB
	d24_operator_initials: PB
	d21_day: 21
	d22_day: 22
	d23_day: 23
	d24_day: 24
	d25_time: 07:50
	d25_inj_volume: 12,666.67
	d25_inj_rate: 14.33
	d25_ann_pressure_guage: 344
	d25_ann_pressure_daily_cont: 344.0
	d25_inj_pressure_guage: 3
	d25_inj_pressure_daily_cont: -11.9
	d25_seal_pot_fluid_level: 27
	d25_seal_pot_fluid_type: 
	d25_seal_pot_fluid_added: 
	d25_operator_initials: PB
	d25_day: 25
	d26_time: 07:40
	d26_inj_volume: 10,857.14
	d26_inj_rate: 6.55
	d26_ann_pressure_guage: 320
	d26_ann_pressure_daily_cont: 320.0
	d26_inj_pressure_guage: -25
	d26_inj_pressure_daily_cont: -11.8
	d26_seal_pot_fluid_level: 27
	d26_seal_pot_fluid_type: 
	d26_seal_pot_fluid_added: 
	d26_operator_initials: PB
	d26_day: 26
	d27_time: 07:45
	d27_inj_volume: 16,214.29
	d27_inj_rate: 6.67
	d27_ann_pressure_guage: 342
	d27_ann_pressure_daily_cont: 342.0
	d27_inj_pressure_guage: 4
	d27_inj_pressure_daily_cont: 4.8
	d27_seal_pot_fluid_level: 27
	d27_seal_pot_fluid_type: 
	d27_seal_pot_fluid_added: 
	d27_operator_initials: PB
	d27_day: 27
	d28_time: 07:45
	d28_inj_volume: 11,142.86
	d28_inj_rate: 14.24
	d28_ann_pressure_guage: 342
	d28_ann_pressure_daily_cont: 342.0
	d28_inj_pressure_guage: 4
	d28_inj_pressure_daily_cont: 4.8
	d28_seal_pot_fluid_level: 27
	d28_seal_pot_fluid_type: 
	d28_seal_pot_fluid_added: 
	d28_operator_initials: PB
	d28_day: 28
	d29_time: 07:35
	d29_inj_volume: 12,333.33
	d29_inj_rate: 14.29
	d29_ann_pressure_guage: 345
	d29_ann_pressure_daily_cont: 345.0
	d29_inj_pressure_guage: 3
	d29_inj_pressure_daily_cont: 3.2
	d29_seal_pot_fluid_level: 27
	d29_seal_pot_fluid_type: 
	d29_seal_pot_fluid_added: 
	d29_operator_initials: FL
	d29_day: 29
	d31_time: 
	d31_inj_volume: 
	d31_inj_rate: 
	d31_ann_pressure_guage: 
	d31_ann_pressure_daily_cont: 
	d31_inj_pressure_guage: 
	d31_inj_pressure_daily_cont: 
	d31_seal_pot_fluid_level: 
	d31_seal_pot_fluid_type: 
	d31_seal_pot_fluid_added: 
	d31_operator_initials: 
	d31_day: 
	c1_inj_volume_units: Barrels Per Day
	c1_inj_rate_units: Barrels Per Minute
	d1_p1_param_value: 3,737,337.00
	d2_p1_param_value: 3,737,792.00
	d3_p1_param_value: 3,738,262.00
	d4_p1_param_value: 3,738,699.00
	d5_p1_param_value: 3,739,286.00
	d6_p1_param_value: 3,739,606.00
	d7_p1_param_value: 3,740,271.00
	d8_p1_param_value: 3,740,723.00
	d9_p1_param_value: 3,741,158.00
	d10_p1_param_value: 3,741,603.00
	d11_p1_param_value: 3,742,116.00
	d12_p1_param_value: 3,742,640.00
	d13_p1_param_value: 3,743,118.00
	d14_p1_param_value: 3,743,620.00
	d15_p1_param_value: 3,744,108.00
	d16_p1_param_value: 3,744,564.00
	d17_p1_param_value: 3,745,025.00
	d18_p1_param_value: 3,745,547.00
	d19_p1_param_value: 3,745,945.00
	d20_p1_param_value: 3,746,592.00
	d30_p1_param_value: 3,751,688.00
	d21_p1_param_value: 3,747,056.00
	d22_p1_param_value: 3,747,584.00
	d23_p1_param_value: 3,748,098.00
	d24_p1_param_value: 3,748,603.00
	d25_p1_param_value: 3,749,135.00
	d26_p1_param_value: 3,749,591.00
	d27_p1_param_value: 3,750,272.00
	d28_p1_param_value: 3,750,740.00
	d29_p1_param_value: 3,751,258.00
	d31_p1_param_value: 
	d1_p2_param_value: 
	d2_p2_param_value: 
	d3_p2_param_value: 
	d4_p2_param_value: 
	d5_p2_param_value: 
	d6_p2_param_value: 
	d7_p2_param_value: 
	d8_p2_param_value: 
	d9_p2_param_value: 
	d10_p2_param_value: 
	d11_p2_param_value: 
	d12_p2_param_value: 
	d13_p2_param_value: 
	d14_p2_param_value: 
	d15_p2_param_value: 
	d16_p2_param_value: 
	d17_p2_param_value: 
	d18_p2_param_value: 
	d19_p2_param_value: 
	d20_p2_param_value: 
	d30_p2_param_value: 
	d21_p2_param_value: 
	d22_p2_param_value: 
	d23_p2_param_value: 
	d24_p2_param_value: 
	d25_p2_param_value: 
	d26_p2_param_value: 
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